


U.S. Army Corps of Engineers 
Washington Aqueduct 
5900 MacArthur Blvd., NW 
Washington, DC 20016-2514 

August 2019 

Water Quality Data 



Parameter
MAX MIN AVG MAX MIN AVG MAX MIN AVG

Alkalinity as CaCO3 118 48 102 113 71 96 92 74 84
Ammonia, Total 0.06 ND ND 0.99 0.68 0.81 1.1 0.74 0.87
Calcium 47 23 40 47 45 46 42 37 40
Conductivity 353 192 310 395 362 381 372 315 348
Fluoride 0.11 ND 0.11 0.80 0.72 0.77 0.77 0.68 0.74
Magnesium 10 6 9 10 7 9 9 7 9

Temperature (oF) 90 75 85 93 75 82 92 78 82
Total Hardness as CaCO3 154 84 134 158 141 151 144 123 136
ND= Non-detect or < Reporting Limit (< 0.05 mg/L for Total Ammonia and < 0.1 mg/L for Fluoride)

Parameter Date

Dissolved Solids 8/14/19
Suspended Solids 8/14/19
Total Solids 8/14/19
Bromide 8/7/19 0.04
Chloride 8/7/19 2
Nitrate as N 8/7/19 10 0.2
Nitrite as N 8/7/19 1 0.02
Orthophosphate as PO4 8/7/19 0.3
Perchlorate 8/21/19 0.05
Sulfate 8/7/19 5
ND= Non-detect or < Reporting Limit
All results are in mg/L except perchlorate.  Perchlorate results are in ug/L.

8/13/19 21 20
8/20/19 22 22

7/30/19 20 21
8/6/19 19 21

Sodium
Dalecarlia Finished McMillan Finished

Date Collected (mg/L) (mg/L)

15 41 47

ND ND ND
ND See plant orthophosphate page
0.35 0.37 0.33

20 32 34
1.0 1.3 1.3

268 292 246
ND ND ND

Finished Finished
257 288 242
11 4 4

Washington Aqueduct Laboratory Analytical Data
01 August 2019 To: 31 August 2019

Raw Water Dalecarlia Finished McMillan Finished

EPA
Limit

Reporting
Limit 

Raw Water Dalecarlia McMillan



Summary for TOC
8/5/2019* 8/12/2019 8/19/2019 8/26/2019

Raw Water Alkalinity 111 102 113 107
Raw Water Intake TOC 2.70 2.52 2.16 2.35
% Required Removal 25.0 25.0 25.0 25.0

#12 Dalecarlia Settled TOC 1.91 1.66 1.55 1.78
#15 Dalecarlia Filtered TOC 1.93 1.71 1.67 1.81
% Dalecarlia Removal 28.5 32.1 22.7 23.0
Removal Ratio 1.14 1.29 0.91 0.92

F McMillan Settled TOC 1.91 1.83 1.64 1.64
G McMillan Filtered TOC 1.79 1.79 1.61 1.52
% McMillan Removal 33.7 29.0 25.5 35.3
Removal Ratio 1.35 1.16 1.02 1.41
All results are in mg/L unless otherwise noted

* Raw water TOC is a weighted average of Great Falls and Little Falls.
8/5/19 TOC:  GF 2.68 mg/L (68.6% flow); LF 2.75  mg/L (31.4% flow)

TOC removals are calculated as follows:
Dalecarlia removals are based on samples collected 2 days after Great Falls sample collection. 
McMillan removals are based on samples collected 7 days after Great Falls sample collection.
TOC Removal Compliance Calculations.  Compliance is achieved when RAA removal ratio > 1

2019 Dalecarlia Removal Quarterly RAA
Ratio Avg. Ratio

Month Ratio
January 1.08
February 1.05
March 1.34 1.16 1.32
April 1.36
May 1.23
June 1.24 1.28 1.31
July 1.28
August 1.06
September
October
November
December

2019 McMillan Removal Quarterly RAA
Ratio Avg. Ratio

Month Ratio
January 1.12
February 1.12
March 1.37 1.20 1.39
April 1.40
May 1.31
June 1.29 1.27 1.40
July 1.46
August 1.23
September
October
November
December

Washington Aqueduct Laboratory Analytical Data
01 August 2019 To: 31 August 2019



Haloacetic Acids Summary by Method EPA 552.2

Sample Location
Sample Date
Analysis Date
Units ug/L ug/L
Dibromoacetic Acid ND ND
Dichloroacetic Acid 12.7 16.7
Monobromoacetic Acid ND ND
Monochloroacetic Acid 1.6 1.7
Trichloracetic Acid 13.2 17.0
Total HAA (5) 28 35
Bromochloroacetic Acid** 4.4 4.0

**Bromochloroacetic acid is unregulated and is included for informational purposes only.

2019 Washington Aqueduct Yearly Haloacetic Acids Data (ug/L)

Jan    Feb Mar Apr   May Jun     Jul Aug  Sep Oct   Nov Dec LRA*
Dalecarlia Finished 8 29 28 21
McMillan Finished 8 31 35 25

* Location Annual Running Average

01 August 2019 To: 31 August 2019

Dalecarlia Finished McMillan Finished
8/14/2019 8/14/2019
8/21/2019 8/20/2019

Washington Aqueduct Laboratory Analytical Data



Trihalomethane Data by EPA Method 524.2

Sample Location
Sample Date
Analysis Date
Units ug/L ug/L
Chloroform 46 28
Bromodichloromethane 14 10
Chlorodibromomethane 3.3 3.0
Bromoform ND ND
Total THMs 63 41
Reporting limit is 0.5 ug/L

Sample Location
Sample Date
Analysis Date
Units ug/L ug/L
Chloroform 29 41
Bromodichloromethane 14 13
Chlorodibromomethane 4.1 3.2
Bromoform ND ND
Total THMs 47 57
Reporting limit is 0.5 ug/L

2019 Washington Aqueduct Yearly Trihalomethane Data 

Jan    Feb Mar Apr   May Jun      Jul Aug   Sep Oct    Nov Dec LRA*
Dalecarlia Finished 8         10 13 29       30 35         63 47 29
McMillan Finished 8          9 11 23       37 40         41 57 30

*LRA = Annual Location Running Average

7/29/2019 7/18/2019

8/20/2019 8/20/2019

Washington Aqueduct Laboratory Analytical Data
01 August 2019 To: 31 August 2019

Dalecarlia Finished McMillan Finished
7/23/2019 7/10/2019

Dalecarlia Finished McMillan Finished
8/14/2019 8/14/2019



Summary for Metals Analysis by Method EPA 200.8
Parameter Reporting 

(all results are in mg/L) Limit
Aluminum 0.01
Antimony 0.0002
Arsenic 0.0002
Barium 0.0002

Beryllium 0.0002
Cadmium 0.0002
Chromium 0.002

Copper 0.0002
Lead 0.0002

Lithium 0.0002
Manganese 0.0002

Mercury 0.0002
Nickel 0.0005

Selenium 0.001
Silver 0.0005

Strontium 0.0002
Thallium 0.001
Uranium 0.0002

Zinc 0.0005
ND = Non-detect or < Reporting Limit

Summary for Metals Analysis by Method EPA 200.8
Parameter Reporting 

(all results are in mg/L) Limit
Aluminum 0.05
Antimony 0.001
Arsenic 0.0005
Barium 0.0002

Beryllium 0.0002
Cadmium 0.0002
Chromium 0.002

Copper 0.0002
Lead 0.0002

Lithium 0.0002
Manganese 0.0002

Mercury 0.0002
Nickel 0.0005

Selenium 0.001
Silver 0.01

Strontium 0.0002
Thallium 0.001
Uranium 0.0002

Zinc 0.0005
ND = Non-detect or < Reporting Limit

Washington Aqueduct Laboratory Analytical Data
01 August 2019 To: 31 August 2019

EPA Limit

Raw

ND

Dalecarlia McMillan
Finished Finished

0.058

ND

ND
0.0003 0.0002
0.043 0.041
ND ND

0.010
2

0.054
0.006

0.002
0.189

0.03
ND

ND
ND ND

0.189

0.006

ND

0.0003

0.004

no data

0.002
0.002

0.002

ND
ND ND
ND

ND
0.091

0.003

0.05

ND

0.079

ND

0.004

ND

0.005

ND

ND

0.0009
0.035

0.956
ND

ND

0.001
0.1

ND

0.0006

0.001
0.001 0.0002

0.002 ND ND

ND
ND ND

0.002

0.007
ND



Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/14/2019 10:00

821630

CRYPTO-GIARDIA

GF-EPA 1623

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

GF (201908150345) Sampled on 08/13/2019 1040

EPA 1623 - Giardia and Cryptosporidium

Cryptosporidium oocysts/L(EPA 1623) 0.093 0.930

2

<0.0930 08/20/19 14:31

Number of oocysts counted oocysts(EPA 1623) 10 08/20/19 14:31

Packed pellet volume mL(EPA 1623) 10.3 08/20/19 14:31

Vol of resuspended concentrate mL(EPA 1623) 15.7 08/20/19 14:31

Vol of resuspension processed mL(EPA 1623) 15.7 08/20/19 14:31

Sample volume filtered L(EPA 1623) 110.75 08/20/19 14:31

Giardia cysts/L(EPA 1623) 0.093 0.930

2

0.093 08/20/19 14:31

% of filtered volume examined %(EPA 1623) 1100 08/20/19 14:31

Number of filters used(EPA 1623) 11 08/20/19 14:31

Data Report - Page 1 of 1

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.

Page 8 of 22 pages



Laboratory Report

Client:

Attn:

Report:

Priority:

Status:

PWS ID:

Eurofins Eaton Analytical

Jackie Contreras

750 Royal Oaks Drive

Monrovia, CA  91016

461765

Not Supplied

Standard Written

Final

Suite 100

110 South Hill Street
South Bend, IN  46617
Tel:  (574) 233-4777
Fax:  (574) 233-8207
1 800 332 4345

*NR = The chlorine demand was not performed for this 
analytical sample, at the request of the client.

EEA 
ID #

Client ID Method Collected
Date / Time

Collected
By:

Received
Date / Time

4386008 201908150345 1623 08/13/19 10:40 Client 08/14/19 10:00

Sample Information

Report Summary

Note: Sample container was provided by the client.

Detailed quantitative results are presented on the following pages.  The results presented relate only to the samples provided for 
analysis.

We appreciate the opportunity to provide you with this analysis.  If you have any questions concerning this report, please do not 
hesitate to call Karen Fullmer at (574) 233-4777.

Note:  This report may not be reproduced, except in full, without written approval from EEA.

Client Name:

Report #:

Eurofins Eaton Analytical

461765

Authorized Signature Title Date

08/24/2019

Page 1 of 3

Page 3 of 14
Page 11 of 22 pages



Client Name: Report #: 461765Eurofins Eaton Analytical

Sampling Point: PWS ID:201908150345 Not Supplied

Microbiology

Analyte
ID #

Analyte Method Reg
Limit

MRL† Result Units Preparation 
Date

Analyzed
Date

EEA
ID #

--- Giardia 1623 --- 0.093 0.093 cysts/L 08/16/19 09:18 08/20/19 14:31 4386008

--- Cryptosporidium 1623 --- 0.093 < 0.093 oocysts/L 08/16/19 09:18 08/20/19 14:31 4386008

--- Sample volume filtered 1623 --- N/A 10.75 L 08/16/19 09:18 08/20/19 14:31 4386008

--- % of filtered volume examined 1623 --- N/A 100 % 08/16/19 09:18 08/20/19 14:31 4386008

--- Number of oocysts counted 1623 --- N/A 0 oocysts 08/16/19 09:18 08/20/19 14:31 4386008

--- Number of filters used 1623 --- N/A 1 N/A 08/16/19 09:18 08/20/19 14:31 4386008

--- Packed pellet volume 1623 --- N/A 0.3 ml 08/16/19 09:18 08/20/19 14:31 4386008

--- Volume of resuspended concentrate 1623 --- N/A 5.7 ml 08/16/19 09:18 08/20/19 14:31 4386008

--- Volume of resuspension processed 1623 --- N/A 5.7 ml 08/16/19 09:18 08/20/19 14:31 4386008

For method 1623:  The calculated MRL value is dependant on the volume filtered and the volume analyzed for each sample.  

Reg Limit Type:

Symbol:

MCL SMCL AL

* ^ !

† EEA has demonstrated it can achieve these report limits in reagent water, but can not document them in all sample matrices.

Page 2 of 3
Page 4 of 14

Page 12 of 22 pages



Laboratory Hits

Samples Received on:

07/25/2019 1204

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

818054

QUARTERLY

Quarterly 2019

Report:

Project:

Group:

Analyzed Analyte Result Units MRLFederal MCLSample ID

201907250343 18

07/29/2019 19:31 Bromodichloromethane ug/L14 0.50

07/29/2019 19:31 Chlorodibromomethane ug/L3.3 0.50

07/29/2019 19:31 Chloroform (Trichloromethane) ug/L46 0.50

07/29/2019 19:31 Total THM ug/L8063 0.50

07/29/2019 22:14 Total THM ug/L8063 0.50

Hits Report - Page 1 of 1SUMMARY OF POSITIVE DATA ONLY

Page 8 of 58 pages



Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

07/25/2019 1204

818054

QUARTERLY

Quarterly 2019

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

18 (201907250343) Sampled on 07/23/2019 0940

EPA 505 - Organochlorine Pesticides/PCBs

07/30/19  1188034 Alachlor (Alanex) ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Aldrin ug/L(EPA 505) 0.010 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Chlordane ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Dieldrin ug/L(EPA 505) 0.0100 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Endrin ug/L(EPA 505) 0.010 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Heptachlor ug/L(EPA 505) 0.010 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Heptachlor Epoxide ug/L(EPA 505) 0.010 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Lindane (gamma-BHC) ug/L(EPA 505) 0.010 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Methoxychlor ug/L(EPA 505) 0.050 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 PCB 1016 Aroclor ug/L(EPA 505) 0.080 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 PCB 1221 Aroclor ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 PCB 1232 Aroclor ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 PCB 1242 Aroclor ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 PCB 1248 Aroclor ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 PCB 1254 Aroclor ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 PCB 1260 Aroclor ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Total PCBs ug/L(EPA 505) 0.10 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Toxaphene ug/L(EPA 505) 0.50 1ND 07/31/19 06:48  1187235 

07/30/19  1188034 Tetrachlorometaxylene %(EPA 505) 1100 07/31/19 06:48  1187235 

EPA 515.4 - Chlorophenoxy Herbicides

08/06/19  1190483 2,4,5-T ug/L(EPA 515.4) 0.20 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 2,4,5-TP (Silvex) ug/L(EPA 515.4) 0.20 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 2,4-D ug/L(EPA 515.4) 0.10 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 2,4-DB ug/L(EPA 515.4) 2.0 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 3,5-Dichlorobenzoic acid ug/L(EPA 515.4) 0.50 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Acifluorfen ug/L(EPA 515.4) 0.20 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Bentazon ug/L(EPA 515.4) 0.50 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Dalapon ug/L(EPA 515.4) 1.0 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Dicamba ug/L(EPA 515.4) 0.10 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Dichlorprop ug/L(EPA 515.4) 0.50 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Dinoseb ug/L(EPA 515.4) 0.20 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Pentachlorophenol ug/L(EPA 515.4) 0.040 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Picloram ug/L(EPA 515.4) 0.10 1ND 08/07/19 02:11  1188525 

08/06/19  1190483 Tot DCPA Mono&Diacid Degradate ug/L(EPA 515.4) 0.10 1ND 08/07/19 02:11  1188525 

Data Report - Page 1 of 9

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.

Page 9 of 58 pages



Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

07/25/2019 1204

818054

QUARTERLY

Quarterly 2019

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/06/19  1190483 2,4-Dichlorophenyl acetic acid %(EPA 515.4) 1105 08/07/19 02:11  1188525 

08/06/19  1190483 4,4-Dibromooctafluorobiphenyl %(EPA 515.4) 194 08/07/19 02:11  1188525 

EPA 551.1 - EDB/DBCP/HAN by EPA 551.1

07/30/19  1188885 Dibromochloropropane (DBCP) ug/L(EPA 551.1) 0.010 1ND 08/03/19 02:24  1187405 

07/30/19  1188885 Ethylene Dibromide (EDB) ug/L(EPA 551.1) 0.010 1ND 08/03/19 02:24  1187405 

07/30/19  1188885 1,2-Dibromopropane %(EPA 551.1) 1104 08/03/19 02:24  1187405 

EPA 525.2 - Semivolatiles by GCMS

07/29/19  1187880 2,4-DDD ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 2,4-DDE ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 2,4-DDT ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 2,4-Dinitrotoluene ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 2,6-Dinitrotoluene ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 4,4-DDD ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 4,4-DDE ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 4,4-DDT ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Acenaphthene ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Acenaphthylene ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Acetochlor ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Alachlor ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Aldrin ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Alpha-BHC ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 alpha-Chlordane ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Anthracene ug/L(EPA 525.2) 0.020 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Atrazine ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Benz(a)Anthracene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Benzo(a)pyrene ug/L(EPA 525.2) 0.020 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Benzo(b)Fluoranthene ug/L(EPA 525.2) 0.020 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Benzo(g,h,i)Perylene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Benzo(k)Fluoranthene ug/L(EPA 525.2) 0.020 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Beta-BHC ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Bromacil ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Butachlor ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Butylbenzylphthalate ug/L(EPA 525.2) 0.50 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Caffeine by method 525mod ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Chlorobenzilate ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Chloroneb ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Chlorothalonil(Draconil,Bravo) ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

Data Report - Page 2 of 9

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.

Page 10 of 58 pages



Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

07/25/2019 1204

818054

QUARTERLY

Quarterly 2019

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

07/29/19  1187880 Chlorpyrifos (Dursban) ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Chrysene ug/L(EPA 525.2) 0.020 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Delta-BHC ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Di-(2-Ethylhexyl)adipate ug/L(EPA 525.2) 0.60 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Di(2-Ethylhexyl)phthalate ug/L(EPA 525.2) 0.60 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Diazinon (Qualitative) ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Dibenz(a,h)Anthracene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Dichlorvos (DDVP) ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Dieldrin ug/L(EPA 525.2) 0.20 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Diethylphthalate ug/L(EPA 525.2) 0.50 1ND (M1)07/31/19 17:33  1187088 

07/29/19  1187880 Dimethoate ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Dimethylphthalate ug/L(EPA 525.2) 0.50 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Di-n-Butylphthalate ug/L(EPA 525.2) 1.0 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Di-N-octylphthalate ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Endosulfan I (Alpha) ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Endosulfan II (Beta) ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Endosulfan Sulfate ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Endrin ug/L(EPA 525.2) 0.20 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Endrin Aldehyde ug/L(EPA 525.2) 0.10 1ND (M2)07/31/19 17:33  1187088 

07/29/19  1187880 EPTC ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Fluoranthene ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Fluorene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 gamma-Chlordane ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Heptachlor ug/L(EPA 525.2) 0.040 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Heptachlor Epoxide (isomer B) ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Hexachlorobenzene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Hexachlorocyclopentadiene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Indeno(1,2,3,c,d)Pyrene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Isophorone ug/L(EPA 525.2) 0.50 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Lindane ug/L(EPA 525.2) 0.040 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Malathion ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Methoxychlor ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Metolachlor ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Metribuzin ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Molinate ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Naphthalene ug/L(EPA 525.2) 0.30 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Parathion ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

Data Report - Page 3 of 9
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(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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07/29/19  1187880 Pendimethalin ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Permethrin (mixed isomers) ug/L(EPA 525.2) 0.20 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Phenanthrene ug/L(EPA 525.2) 0.040 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Propachlor ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Pyrene ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Simazine ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Terbacil ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Terbuthylazine ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Thiobencarb (ELAP) ug/L(EPA 525.2) 0.20 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 trans-Nonachlor ug/L(EPA 525.2) 0.050 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 Trifluralin ug/L(EPA 525.2) 0.10 1ND 07/31/19 17:33  1187088 

07/29/19  1187880 1,3-Dimethyl-2-nitrobenzene %(EPA 525.2) 1101 07/31/19 17:33  1187088 

07/29/19  1187880 Acenaphthene-d10 %(EPA 525.2) 175 07/31/19 17:33  1187088 

07/29/19  1187880 Chrysene-d12 %(EPA 525.2) 175 07/31/19 17:33  1187088 

07/29/19  1187880 Perylene-d12 %(EPA 525.2) 185 07/31/19 17:33  1187088 

07/29/19  1187880 Phenanthrene-d10 %(EPA 525.2) 178 07/31/19 17:33  1187088 

07/29/19  1187880 Triphenylphosphate %(EPA 525.2) 1106 07/31/19 17:33  1187088 

EPA 548.1 - Endothall

07/28/19  1187705 Endothall ug/L(EPA 548.1) 5.0 1ND 07/31/19 11:24  1187080 

EPA 521 - Nitrosamines by GCMS

07/29/19  1192661 N-Nitrosodibutylamine (NDBA) ng/L(EPA 521) 2.0 1ND 08/22/19 14:39  1187081 

07/29/19  1192661 N-Nitrosodiethylamine (NDEA) ng/L(EPA 521) 2.0 1ND 08/22/19 14:39  1187081 

07/29/19  1192661 N-Nitroso-dimethylamine (NDMA) ng/L(EPA 521) 2.0 1ND 08/22/19 14:39  1187081 

07/29/19  1192661 N-Nitrosodi-n-propylamine (NDPA) ng/L(EPA 521) 2.0 1ND (R7)08/22/19 14:39  1187081 

07/29/19  1192661 N-Nitrosomethylethylamine (NMEA) ng/L(EPA 521) 2.0 1ND 08/22/19 14:39  1187081 

07/29/19  1192661 N-Nitrosopyrollidine (NPYR) ng/L(EPA 521) 2.0 1ND (M2)08/22/19 14:39  1187081 

07/29/19  1192661 NDMA-D6 %(EPA 521) 171 08/22/19 14:39  1187081 

EPA 1613B - 2,3,7,8-TCDD_Dioxin

07/26/19  1187480 2,3,7,8-TCDD pg/L(EPA 1613B) 5.00 1ND 07/29/19 17:10  1186801 

07/26/19  1187480 C12-2,3,7,8-TCDD %(EPA 1613B) 156 07/29/19 17:10  1186801 

EPA 547 - Glyphosate

 1187099 Glyphosate ug/L(EPA 547) 6.0 1ND 07/31/19 13:31

EPA 531.2 - Aldicarbs

 1186908 3-Hydroxycarbofuran ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Aldicarb (Temik) ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Aldicarb sulfone ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Aldicarb sulfoxide ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

Data Report - Page 4 of 9
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(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 
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 1186908 Baygon ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Carbaryl ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Carbofuran (Furadan) ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Methiocarb ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Methomyl ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 Oxamyl (Vydate) ug/L(EPA 531.2) 0.50 1ND 07/27/19 03:06

 1186908 4-Bromo-3,5-dimethylphenyl-N-methylc

arbamate

%(EPA 531.2) 1101 07/27/19 03:06

EPA 549.2 - Diquat and Paraquat

07/29/19  1187477 Diquat ug/L(EPA 549.2) 0.40 1ND 07/30/19 16:21  1187147 

07/29/19  1187477 Paraquat ug/L(EPA 549.2) 2.0 1ND 07/30/19 16:21  1187147 

EPA 524.2 - Volatile Organics by GCMS

07/29/19  1187318 1,1,1,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,1,1-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,1,2,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,1,2-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,1-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,1-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,1-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,2,3-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,2,3-Trichloropropane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,2,4-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,2,4-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,2-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,3,5-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,3-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 2,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 2-Butanone (MEK) ug/L(EPA 524.2) 5.0 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 4-Methyl-2-Pentanone (MIBK) ug/L(EPA 524.2) 5.0 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Benzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Bromobenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Bromochloromethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Bromodichloromethane ug/L(EPA 524.2) 0.50 114 07/29/19 19:31  1187315 

07/29/19  1187318 Bromoethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Bromoform ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Bromomethane (Methyl Bromide) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Carbon disulfide ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 
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final step before reporting.  Therefore methods that use a test result with further calculation may have slight 
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07/29/19  1187318 Carbon Tetrachloride ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Chlorobenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Chlorodibromomethane ug/L(EPA 524.2) 0.50 13.3 07/29/19 19:31  1187315 

07/29/19  1187318 Chloroethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Chloroform (Trichloromethane) ug/L(EPA 524.2) 0.50 146 07/29/19 19:31  1187315 

07/29/19  1187318 Chloromethane(Methyl Chloride) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 cis-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 cis-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND (LM)07/29/19 19:31  1187315 

07/29/19  1187318 Dibromomethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Dichlorodifluoromethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Dichloromethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Di-isopropyl ether ug/L(EPA 524.2) 3.0 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Ethyl benzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Hexachlorobutadiene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Isopropylbenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 m,p-Xylenes ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 m-Dichlorobenzene (1,3-DCB) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Methyl Tert-butyl ether (MTBE) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Naphthalene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 n-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 n-Propylbenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 o-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 o-Dichlorobenzene (1,2-DCB) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 o-Xylene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 p-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 p-Dichlorobenzene (1,4-DCB) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 p-Isopropyltoluene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 sec-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Styrene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 tert-amyl Methyl Ether ug/L(EPA 524.2) 3.0 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 tert-Butyl Ethyl Ether ug/L(EPA 524.2) 3.0 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 tert-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Tetrachloroethylene (PCE) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Toluene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187333 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 07/29/19 22:14  1187325 

07/29/19  1187318 Total THM ug/L(EPA 524.2) 0.50 163 07/29/19 19:31  1187315 

Data Report - Page 6 of 9
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07/29/19  1187333 Total THM ug/L(EPA 524.2) 0.50 163 07/29/19 22:14  1187325 

07/29/19  1187318 Total xylenes ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187333 Total xylenes ug/L(EPA 524.2) 0.50 1ND 07/29/19 22:14  1187325 

07/29/19  1187318 trans-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187333 trans-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 07/29/19 22:14  1187325 

07/29/19  1187318 Trichloroethylene (TCE) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Trichlorofluoromethane ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Trichlorotrifluoroethane(Freon 113) ug/L(EPA 524.2) 0.50 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 Vinyl chloride (VC) ug/L(EPA 524.2) 0.30 1ND 07/29/19 19:31  1187315 

07/29/19  1187318 1,2-Dichloroethane-d4 %(EPA 524.2) 1103 07/29/19 19:31  1187315 

07/29/19  1187318 4-Bromofluorobenzene %(EPA 524.2) 1103 07/29/19 19:31  1187315 

07/29/19  1187318 Toluene-d8 %(EPA 524.2) 197 07/29/19 19:31  1187315 

TRAVEL BLANK - HOLD (201907250344) Sampled on 07/23/2019 0940

EPA 551.1 - EDB/DBCP/HAN by EPA 551.1

07/30/19  1188885 Dibromochloropropane (DBCP) ug/L(EPA 551.1) 0.010 1NA 08/02/19 00:00  1187405 

07/30/19  1188885 Ethylene Dibromide (EDB) ug/L(EPA 551.1) 0.010 1NA 08/02/19 00:00  1187405 

07/30/19  1188885 1,2-Dibromopropane %(EPA 551.1) 1NA 08/02/19 00:00  1187405 

EPA 524.2 - Volatile Organics by GCMS

07/29/19  1187333 1,1,1,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,1,1-Trichloroethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,1,2,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,1,2-Trichloroethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,1-Dichloroethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,1-Dichloroethylene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,1-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,2,3-Trichlorobenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,2,3-Trichloropropane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,2,4-Trichlorobenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,2,4-Trimethylbenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,2-Dichloroethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,2-Dichloropropane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,3,5-Trimethylbenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,3-Dichloropropane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 2,2-Dichloropropane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 2-Butanone (MEK) ug/L(EPA 524.2) 5.0 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 4-Methyl-2-Pentanone (MIBK) ug/L(EPA 524.2) 5.0 1NA 07/29/19 22:14  1187325 

Data Report - Page 7 of 9

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

07/25/2019 1204

818054

QUARTERLY

Quarterly 2019

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

07/29/19  1187333 Benzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Bromobenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Bromochloromethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Bromodichloromethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Bromoethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Bromoform ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Bromomethane (Methyl Bromide) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Carbon disulfide ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Carbon Tetrachloride ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Chlorobenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Chlorodibromomethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Chloroethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Chloroform (Trichloromethane) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Chloromethane(Methyl Chloride) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 cis-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 cis-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Dibromomethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Dichlorodifluoromethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Dichloromethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Di-isopropyl ether ug/L(EPA 524.2) 3.0 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Ethyl benzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Hexachlorobutadiene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Isopropylbenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 m,p-Xylenes ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 m-Dichlorobenzene (1,3-DCB) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Methyl Tert-butyl ether (MTBE) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Naphthalene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 n-Butylbenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 n-Propylbenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 o-Chlorotoluene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 o-Dichlorobenzene (1,2-DCB) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 o-Xylene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 p-Chlorotoluene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 p-Dichlorobenzene (1,4-DCB) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 p-Isopropyltoluene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 sec-Butylbenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Styrene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

Data Report - Page 8 of 9

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

07/25/2019 1204

818054

QUARTERLY

Quarterly 2019

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

07/29/19  1187333 tert-amyl Methyl Ether ug/L(EPA 524.2) 3.0 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 tert-Butyl Ethyl Ether ug/L(EPA 524.2) 3.0 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 tert-Butylbenzene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Tetrachloroethylene (PCE) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Toluene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Total THM ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Total xylenes ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 trans-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 trans-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Trichloroethylene (TCE) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Trichlorofluoromethane ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Trichlorotrifluoroethane(Freon 113) ug/L(EPA 524.2) 0.50 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Vinyl chloride (VC) ug/L(EPA 524.2) 0.30 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 1,2-Dichloroethane-d4 %(EPA 524.2) 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 4-Bromofluorobenzene %(EPA 524.2) 1NA 07/29/19 22:14  1187325 

07/29/19  1187333 Toluene-d8 %(EPA 524.2) 1NA 07/29/19 22:14  1187325 

Data Report - Page 9 of 9

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Comments

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

818054

QUARTERLY

Quarterly 2019

Report:

Project:

Group:

Flags Legend:

LM - MRL Check recovery was above laboratory acceptance limits.  This target analyte was not detected in the 

sample.

M1 - Matrix spike recovery was high; the associated blank spike recovery was acceptable.

M2 - Matrix spike recovery was low; the associated blank spike recovery was acceptable.

R7 - LFB/LFBD RPD exceeded the laboratory acceptance limit. Recovery met acceptance criteria.

Comments - Page 1 of 1The Comments Report may be blank if there are no comments for this report.
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Laboratory Hits

Samples Received on:

08/16/2019 1124

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

822271

VOC

VOC

Report:

Project:

Group:

Analyzed Analyte Result Units MRLFederal MCLSample ID

201908190240 Hydro

08/20/2019 20:00 Bromodichloromethane ug/L0.50 0.50

08/20/2019 20:00 Chloroform (Trichloromethane) ug/L2.7 0.50

08/20/2019 20:00 Total THM ug/L803.2 0.50

201908190242 Dalecarlia 18

08/20/2019 20:51 Bromodichloromethane ug/L14 0.50

08/20/2019 20:51 Chlorodibromomethane ug/L4.1 0.50

08/20/2019 20:51 Chloroform (Trichloromethane) ug/L29 0.50

08/20/2019 20:51 Total THM ug/L8047 0.50

201908190243 McM JS

08/20/2019 21:15 Bromodichloromethane ug/L13 0.50

08/20/2019 21:15 Chlorodibromomethane ug/L3.2 0.50

08/20/2019 21:15 Chloroform (Trichloromethane) ug/L41 0.50

08/20/2019 21:15 Total THM ug/L8057 0.50

Hits Report - Page 1 of 1SUMMARY OF POSITIVE DATA ONLY
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/16/2019 1124

822271

VOC

VOC

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

TB-HOLD (201908190239) Sampled on 08/14/2019 1000

EPA 524.2 - Volatile Organics by GCMS

08/20/19  1192149 1,1,1,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,1,1-Trichloroethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,1,2,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,1,2-Trichloroethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,1-Dichloroethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,1-Dichloroethylene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,1-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,2,3-Trichlorobenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,2,3-Trichloropropane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,2,4-Trichlorobenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,2,4-Trimethylbenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,2-Dichloroethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,2-Dichloropropane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,3,5-Trimethylbenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,3-Dichloropropane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 2,2-Dichloropropane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 2-Butanone (MEK) ug/L(EPA 524.2) 5.0 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 4-Methyl-2-Pentanone (MIBK) ug/L(EPA 524.2) 5.0 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Benzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Bromobenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Bromochloromethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Bromodichloromethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Bromoethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Bromoform ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Bromomethane (Methyl Bromide) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Carbon disulfide ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Carbon Tetrachloride ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Chlorobenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Chlorodibromomethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Chloroethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Chloroform (Trichloromethane) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Chloromethane(Methyl Chloride) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 cis-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 cis-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

Data Report - Page 1 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/16/2019 1124

822271

VOC

VOC

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 Dibromomethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Dichlorodifluoromethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Dichloromethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Di-isopropyl ether ug/L(EPA 524.2) 3.0 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Ethyl benzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Hexachlorobutadiene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Isopropylbenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 m,p-Xylenes ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 m-Dichlorobenzene (1,3-DCB) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Methyl Tert-butyl ether (MTBE) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Naphthalene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 n-Butylbenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 n-Propylbenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 o-Chlorotoluene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 o-Dichlorobenzene (1,2-DCB) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 o-Xylene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 p-Chlorotoluene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 p-Dichlorobenzene (1,4-DCB) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 p-Isopropyltoluene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 sec-Butylbenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Styrene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 tert-amyl Methyl Ether ug/L(EPA 524.2) 3.0 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 tert-Butyl Ethyl Ether ug/L(EPA 524.2) 3.0 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 tert-Butylbenzene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Tetrachloroethylene (PCE) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Toluene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Total THM ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Total xylenes ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 trans-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 trans-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Trichloroethylene (TCE) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Trichlorofluoromethane ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Trichlorotrifluoroethane(Freon 113) ug/L(EPA 524.2) 0.50 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 Vinyl chloride (VC) ug/L(EPA 524.2) 0.30 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 1,2-Dichloroethane-d4 %(EPA 524.2) 1NA 08/21/19 12:39  1192145 

08/20/19  1192149 4-Bromofluorobenzene %(EPA 524.2) 1NA 08/21/19 12:39  1192145 

Data Report - Page 2 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/16/2019 1124

822271

VOC

VOC

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 Toluene-d8 %(EPA 524.2) 1NA 08/21/19 12:39  1192145 

Hydro (201908190240) Sampled on 08/14/2019 1140

EPA 524.2 - Volatile Organics by GCMS

08/20/19  1192149 1,1,1,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,1,1-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,1,2,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,1,2-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,1-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,1-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,1-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,2,3-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,2,3-Trichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,2,4-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,2,4-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,2-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,3,5-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,3-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 2,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 2-Butanone (MEK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 4-Methyl-2-Pentanone (MIBK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Bromobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Bromochloromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Bromodichloromethane ug/L(EPA 524.2) 0.50 10.50 08/20/19 20:00  1192145 

08/20/19  1192149 Bromoethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Bromoform ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Bromomethane (Methyl Bromide) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Carbon disulfide ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Carbon Tetrachloride ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Chlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Chlorodibromomethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Chloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Chloroform (Trichloromethane) ug/L(EPA 524.2) 0.50 12.7 08/20/19 20:00  1192145 

08/20/19  1192149 Chloromethane(Methyl Chloride) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 cis-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

Data Report - Page 3 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/16/2019 1124

822271

VOC

VOC

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 cis-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Dibromomethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Dichlorodifluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Dichloromethane ug/L(EPA 524.2) 0.50 1ND (LM)08/20/19 20:00  1192145 

08/20/19  1192149 Di-isopropyl ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Ethyl benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Hexachlorobutadiene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Isopropylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 m,p-Xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 m-Dichlorobenzene (1,3-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Methyl Tert-butyl ether (MTBE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Naphthalene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 n-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 n-Propylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 o-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 o-Dichlorobenzene (1,2-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 o-Xylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 p-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 p-Dichlorobenzene (1,4-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 p-Isopropyltoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 sec-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Styrene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 tert-amyl Methyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 tert-Butyl Ethyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 tert-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Tetrachloroethylene (PCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Toluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Total THM ug/L(EPA 524.2) 0.50 13.2 08/20/19 20:00  1192145 

08/20/19  1192149 Total xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 trans-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 trans-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Trichloroethylene (TCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Trichlorofluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Trichlorotrifluoroethane(Freon 113) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 Vinyl chloride (VC) ug/L(EPA 524.2) 0.30 1ND 08/20/19 20:00  1192145 

08/20/19  1192149 1,2-Dichloroethane-d4 %(EPA 524.2) 1107 08/20/19 20:00  1192145 

Data Report - Page 4 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 4-Bromofluorobenzene %(EPA 524.2) 1108 08/20/19 20:00  1192145 

08/20/19  1192149 Toluene-d8 %(EPA 524.2) 195 08/20/19 20:00  1192145 

Great Falls (201908190241) Sampled on 08/14/2019 1000

EPA 524.2 - Volatile Organics by GCMS

08/20/19  1192149 1,1,1,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,1,1-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,1,2,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,1,2-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,1-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,1-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,1-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,2,3-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,2,3-Trichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,2,4-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,2,4-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,2-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,3,5-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 1,3-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 2,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 2-Butanone (MEK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 4-Methyl-2-Pentanone (MIBK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Bromobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Bromochloromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Bromodichloromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Bromoethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Bromoform ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Bromomethane (Methyl Bromide) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Carbon disulfide ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Carbon Tetrachloride ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Chlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Chlorodibromomethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Chloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Chloroform (Trichloromethane) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Chloromethane(Methyl Chloride) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

Data Report - Page 5 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 cis-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 cis-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Dibromomethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Dichlorodifluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Dichloromethane ug/L(EPA 524.2) 0.50 1ND (LM)08/20/19 20:26  1192145 

08/20/19  1192149 Di-isopropyl ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Ethyl benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Hexachlorobutadiene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Isopropylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 m,p-Xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 m-Dichlorobenzene (1,3-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Methyl Tert-butyl ether (MTBE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Naphthalene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 n-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 n-Propylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 o-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 o-Dichlorobenzene (1,2-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 o-Xylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 p-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 p-Dichlorobenzene (1,4-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 p-Isopropyltoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 sec-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Styrene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 tert-amyl Methyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 tert-Butyl Ethyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 tert-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Tetrachloroethylene (PCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Toluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Total THM ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Total xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 trans-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 trans-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Trichloroethylene (TCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Trichlorofluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Trichlorotrifluoroethane(Freon 113) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:26  1192145 

08/20/19  1192149 Vinyl chloride (VC) ug/L(EPA 524.2) 0.30 1ND 08/20/19 20:26  1192145 

Data Report - Page 6 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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08/20/19  1192149 1,2-Dichloroethane-d4 %(EPA 524.2) 1103 08/20/19 20:26  1192145 

08/20/19  1192149 4-Bromofluorobenzene %(EPA 524.2) 1107 08/20/19 20:26  1192145 

08/20/19  1192149 Toluene-d8 %(EPA 524.2) 195 08/20/19 20:26  1192145 

Dalecarlia 18 (201908190242) Sampled on 08/14/2019 1136

EPA 524.2 - Volatile Organics by GCMS

08/20/19  1192149 1,1,1,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,1,1-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,1,2,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,1,2-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,1-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,1-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,1-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,2,3-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,2,3-Trichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,2,4-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,2,4-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,2-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,3,5-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,3-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 2,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 2-Butanone (MEK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 4-Methyl-2-Pentanone (MIBK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Bromobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Bromochloromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Bromodichloromethane ug/L(EPA 524.2) 0.50 114 08/20/19 20:51  1192145 

08/20/19  1192149 Bromoethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Bromoform ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Bromomethane (Methyl Bromide) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Carbon disulfide ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Carbon Tetrachloride ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Chlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Chlorodibromomethane ug/L(EPA 524.2) 0.50 14.1 08/20/19 20:51  1192145 

08/20/19  1192149 Chloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Chloroform (Trichloromethane) ug/L(EPA 524.2) 0.50 129 08/20/19 20:51  1192145 

Data Report - Page 7 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/16/2019 1124

822271

VOC

VOC

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 Chloromethane(Methyl Chloride) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 cis-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 cis-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Dibromomethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Dichlorodifluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Dichloromethane ug/L(EPA 524.2) 0.50 1ND (LM)08/20/19 20:51  1192145 

08/20/19  1192149 Di-isopropyl ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Ethyl benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Hexachlorobutadiene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Isopropylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 m,p-Xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 m-Dichlorobenzene (1,3-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Methyl Tert-butyl ether (MTBE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Naphthalene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 n-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 n-Propylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 o-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 o-Dichlorobenzene (1,2-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 o-Xylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 p-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 p-Dichlorobenzene (1,4-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 p-Isopropyltoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 sec-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Styrene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 tert-amyl Methyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 tert-Butyl Ethyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 tert-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Tetrachloroethylene (PCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Toluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Total THM ug/L(EPA 524.2) 0.50 147 08/20/19 20:51  1192145 

08/20/19  1192149 Total xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 trans-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 trans-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Trichloroethylene (TCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Trichlorofluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 Trichlorotrifluoroethane(Freon 113) ug/L(EPA 524.2) 0.50 1ND 08/20/19 20:51  1192145 

Data Report - Page 8 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/16/2019 1124

822271

VOC

VOC

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 Vinyl chloride (VC) ug/L(EPA 524.2) 0.30 1ND 08/20/19 20:51  1192145 

08/20/19  1192149 1,2-Dichloroethane-d4 %(EPA 524.2) 1104 08/20/19 20:51  1192145 

08/20/19  1192149 4-Bromofluorobenzene %(EPA 524.2) 1106 08/20/19 20:51  1192145 

08/20/19  1192149 Toluene-d8 %(EPA 524.2) 195 08/20/19 20:51  1192145 

McM JS (201908190243) Sampled on 08/14/2019 1303

EPA 524.2 - Volatile Organics by GCMS

08/20/19  1192149 1,1,1,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,1,1-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,1,2,2-Tetrachloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,1,2-Trichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,1-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,1-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,1-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,2,3-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,2,3-Trichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,2,4-Trichlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,2,4-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,2-Dichloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,3,5-Trimethylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,3-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 2,2-Dichloropropane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 2-Butanone (MEK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 4-Methyl-2-Pentanone (MIBK) ug/L(EPA 524.2) 5.0 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Bromobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Bromochloromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Bromodichloromethane ug/L(EPA 524.2) 0.50 113 08/20/19 21:15  1192145 

08/20/19  1192149 Bromoethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Bromoform ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Bromomethane (Methyl Bromide) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Carbon disulfide ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Carbon Tetrachloride ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Chlorobenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Chlorodibromomethane ug/L(EPA 524.2) 0.50 13.2 08/20/19 21:15  1192145 

08/20/19  1192149 Chloroethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

Data Report - Page 9 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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08/20/19  1192149 Chloroform (Trichloromethane) ug/L(EPA 524.2) 0.50 141 08/20/19 21:15  1192145 

08/20/19  1192149 Chloromethane(Methyl Chloride) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 cis-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 cis-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Dibromomethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Dichlorodifluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Dichloromethane ug/L(EPA 524.2) 0.50 1ND (LM)08/20/19 21:15  1192145 

08/20/19  1192149 Di-isopropyl ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Ethyl benzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Hexachlorobutadiene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Isopropylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 m,p-Xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 m-Dichlorobenzene (1,3-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Methyl Tert-butyl ether (MTBE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Naphthalene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 n-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 n-Propylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 o-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 o-Dichlorobenzene (1,2-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 o-Xylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 p-Chlorotoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 p-Dichlorobenzene (1,4-DCB) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 p-Isopropyltoluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 sec-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Styrene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 tert-amyl Methyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 tert-Butyl Ethyl Ether ug/L(EPA 524.2) 3.0 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 tert-Butylbenzene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Tetrachloroethylene (PCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Toluene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Total 1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Total THM ug/L(EPA 524.2) 0.50 157 08/20/19 21:15  1192145 

08/20/19  1192149 Total xylenes ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 trans-1,2-Dichloroethylene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 trans-1,3-Dichloropropene ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Trichloroethylene (TCE) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Trichlorofluoromethane ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

Data Report - Page 10 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

08/20/19  1192149 Trichlorotrifluoroethane(Freon 113) ug/L(EPA 524.2) 0.50 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 Vinyl chloride (VC) ug/L(EPA 524.2) 0.30 1ND 08/20/19 21:15  1192145 

08/20/19  1192149 1,2-Dichloroethane-d4 %(EPA 524.2) 1103 08/20/19 21:15  1192145 

08/20/19  1192149 4-Bromofluorobenzene %(EPA 524.2) 1107 08/20/19 21:15  1192145 

08/20/19  1192149 Toluene-d8 %(EPA 524.2) 195 08/20/19 21:15  1192145 

Data Report - Page 11 of 11

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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1 800 566 LABS (1 800 566 5227)

822271

VOC

VOC

Report:

Project:

Group:

Flags Legend:

LM - MRL Check recovery was above laboratory acceptance limits.  This target analyte was not detected in the 

sample.

Comments - Page 1 of 1The Comments Report may be blank if there are no comments for this report.
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Samples Received on:
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CLO4-MS

2019 Sampling

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

Hydro-1908109-001 (201908230670) Sampled on 08/14/2019 1140

EPA 331.0 - Perchlorate by LCMS

 1194242 Perchlorate ng/L(EPA 331.0) 50 11200 08/29/19 19:06

 1194242 Oxygen Enriched Perchlorate %(EPA 331.0) 1111 08/29/19 19:06

GF-1908166-002 (201908230671) Sampled on 08/21/2019 0830

EPA 331.0 - Perchlorate by LCMS

 1194242 Perchlorate ng/L(EPA 331.0) 50 1350 08/29/19 18:13

 1194242 Oxygen Enriched Perchlorate %(EPA 331.0) 1100 08/29/19 18:13

LF-1908166-003 (201908230672) Sampled on 08/21/2019 0910

EPA 331.0 - Perchlorate by LCMS

 1194242 Perchlorate ng/L(EPA 331.0) 50 1260 08/29/19 18:26

 1194242 Oxygen Enriched Perchlorate %(EPA 331.0) 1107 08/29/19 18:26

18-1908163-004 (201908230673) Sampled on 08/21/2019 0928

EPA 331.0 - Perchlorate by LCMS

 1194242 Perchlorate ng/L(EPA 331.0) 50 1370 08/29/19 18:39

 1194242 Oxygen Enriched Perchlorate %(EPA 331.0) 1113 08/29/19 18:39

JS-1908165-008 (201908230674) Sampled on 08/21/2019 1000

EPA 331.0 - Perchlorate by LCMS

 1194242 Perchlorate ng/L(EPA 331.0) 50 1330 08/29/19 18:52

 1194242 Oxygen Enriched Perchlorate %(EPA 331.0) 1111 08/29/19 18:52

Data Report - Page 1 of 1

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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Laboratory Data

U.S. Army Corps of Engineers

Mike Chicoine

Washington Aqueduct

5900 MacArthur Blvd. NW

Washington, DC 20016

Tel: (626) 386-1100

Fax: (866) 988-3757

1 800 566 LABS (1 800 566 5227)

Samples Received on:

08/23/2019 1153

823537

IOC

Monthly Sodium

Report:

Project:

Group:

Prepped Analyzed Analytical Batch Method Analyte Result Units MRL DilutionPrep Batch

18-1907224-003 (201908230676) Sampled on 07/30/2019 1052

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 120 08/28/19 11:30  1193030 

JS-1907226-008 (201908230677) Sampled on 07/30/2019 1000

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 121 08/28/19 11:31  1193030 

18-1908032-004 (201908230678) Sampled on 08/06/2019 1018

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 119 08/28/19 11:35  1193030 

JS-1908034-008 (201908230679) Sampled on 08/06/2019 0930

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 121 08/28/19 11:36  1193030 

18-1908092-004 (201908230680) Sampled on 08/13/2019 1055

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 121 08/28/19 11:37  1193030 

JS-1908094-008 (201908230681) Sampled on 08/13/2019 1006

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 120 08/28/19 11:38  1193030 

18-1908155-004 (201908230682) Sampled on 08/20/2019 0859

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 122 08/28/19 11:39  1193030 

JS-1908157-008 (201908230683) Sampled on 08/20/2019 1000

EPA 200.7 - ICP Metals

08/26/19  1193516 Sodium Total ICAP mg/L(EPA 200.7) 1.0 122 08/28/19 11:40  1193030 

Data Report - Page 1 of 1

Rounding on totals after summation.

(c) - indicates calculated results.  Analysis is a calculated result. Reported results are not rounded until the 

final step before reporting.  Therefore methods that use a test result with further calculation may have slight 

differences in final result than the component analyses.
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To:
Dalecarlia 18 McMillan J

PO4 PO4 PO4 PO4
Dose Residual Dose Residual

Date mg/L mg/L mg/L mg/L
08/01/19 2.74 2.42 2.45 2.43
08/02/19 2.74 2.41 2.45 2.39
08/03/19 2.74 2.34 2.45 2.39
08/04/19 2.74 2.52 2.45 2.38
08/05/19 2.70 2.61 2.45 2.40
08/06/19 2.65 2.44 2.45 2.37
08/07/19 2.65 2.43 2.45 2.36
08/08/19 2.65 2.53 2.45 2.49
08/09/19 2.65 2.52 2.45 2.46
08/10/19 2.65 2.41 2.45 2.34
08/11/19 2.65 2.41 2.45 2.37
08/12/19 2.65 2.44 2.45 2.38
08/13/19 2.65 2.37 2.45 2.39
08/14/19 2.65 2.40 2.45 2.44
08/15/19 2.66 2.36 2.45 2.39
08/16/19 2.65 2.39 2.45 2.33
08/17/19 2.65 2.36 2.45 2.41
08/18/19 2.65 no data1 2.45 2.34
08/19/19 2.65 2.33 2.45 2.33
08/20/19 2.65 2.41 2.45 2.31
08/21/19 2.65 2.42 2.45 2.37
08/22/19 2.62 2.42 2.45 2.33
08/23/19 2.61 2.28 2.45 2.38
08/24/19 2.61 2.37 2.45 2.39
08/25/19 2.61 2.41 2.40 2.40
08/26/19 2.61 2.42 2.40 2.35
08/27/19 2.61 2.33 2.40 2.30
08/28/19 2.61 2.40 2.40 2.36
08/29/19 2.61 2.33 2.40 2.31
08/30/19 2.61 2.33 2.40 2.34
08/31/19 2.63 no data2 2.40 no data2

Average 2.65 2.41 2.44 2.37
Maximum 2.74 2.61 2.45 2.49
Minimum 2.61 2.28 2.40 2.30

Finished water residuals (entry point to distribution system) are from daily grab samples analyzed for total orthophosphate by Washington Aqueduct Laboratory.

no data1 = sample was not collected

no data2 = analysis not scheduled due to holiday

Washington Aqueduct Daily Orthophosphate Data
01 August, 2019 31 August, 2019



#1 #15 #15 #18 G G J #18 J #18 J 
Avg. Avg. Max. Avg. Avg. Max. Avg. Avg. Avg. Avg. Avg.

Date Turbidity Turbidity Turbidity Turbidity Turbidity Turbidity Turbidity pH pH Cl2 Cl2
08/01/19 7 0.02 0.05 0.48 0.03 0.03 0.18 7.70 7.74 3.87 3.76
08/02/19 6 0.03 0.03 0.53 0.03 0.03 0.18 7.74 7.69 3.76 3.69
08/03/19 8 0.03 0.03 0.58 0.03 0.03 0.18 7.72 7.72 3.90 3.69
08/04/19 8 0.03 0.03 0.65 0.03 0.03 0.18 7.78 7.74 3.75 3.74
08/05/19 13 0.04 0.04 0.59 0.03 0.06 0.18 7.72 7.73 3.80 3.67
08/06/19 9 0.03 0.03 0.22 0.03 0.04 0.20 7.66 7.77 3.74 3.62
08/07/19 20 0.03 0.04 0.41 0.05 0.05 0.20 7.66 7.76 3.92 3.82
08/08/19 26 0.04 0.04 0.30 0.05 0.05 0.21 7.64 7.78 3.80 3.69
08/09/19 18 0.03 0.03 0.17 0.04 0.04 0.20 7.65 7.77 3.82 3.74
08/10/19 10 0.02 0.02 0.15 0.03 0.04 0.19 7.73 7.74 3.62 3.75
08/11/19 10 0.02 0.02 0.32 0.03 0.03 0.18 7.73 7.70 3.65 3.60
08/12/19 10 0.02 0.02 0.49 0.03 0.03 0.18 7.77 7.68 3.66 3.77
08/13/19 9 0.02 0.03 0.65 0.02 0.03 0.17 7.74 7.66 3.78 3.73
08/14/19 8 0.02 0.02 0.69 0.02 0.03 0.17 7.69 7.72 3.68 3.66
08/15/19 7 0.02 0.02 0.78 0.03 0.03 0.17 7.73 7.70 3.83 3.78
08/16/19 8 0.02 0.03 0.80 0.03 0.03 0.18 7.64 7.72 3.72 3.76
08/17/19 7 0.02 0.03 1.23 0.03 0.03 0.18 7.72 7.70 3.69 3.75
08/18/19 7 0.02 0.03 1.37 0.03 0.03 0.17 7.75 7.70 3.82 3.85
08/19/19 6 0.02 0.03 1.39 0.03 0.03 0.17 7.72 7.70 3.81 3.79
08/20/19 7 0.03 0.03 1.21 0.03 0.03 0.17 7.79 7.71 3.95 3.74
08/21/19 8 0.03 0.03 0.37 0.03 0.04 0.18 7.75 7.73 4.03 3.76
08/22/19 6 0.03 0.03 0.76 0.04 0.04 0.19 7.72 7.69 3.75 3.68
08/23/19 6 0.03 0.03 0.47 0.03 0.03 0.18 7.77 7.73 3.68 3.72
08/24/19 10 0.02 0.03 0.29 0.02 0.03 0.17 7.71 7.74 3.64 3.70
08/25/19 8 0.02 0.03 0.27 0.02 0.03 0.17 7.66 7.70 3.76 3.61
08/26/19 10 0.03 0.03 0.41 0.02 0.03 0.17 7.74 7.72 3.80 3.67
08/27/19 9 0.02 0.02 0.45 0.02 0.02 0.17 7.74 7.69 3.71 3.75
08/28/19 9 0.03 0.03 0.54 0.02 0.02 0.16 7.76 7.67 3.62 3.66
08/29/19 8 0.03 0.03 0.56 0.02 0.02 0.16 7.73 7.68 3.67 3.66
08/30/19 8 0.03 0.03 0.45 0.02 0.02 0.16 7.74 7.71 3.73 3.69
08/31/19 9 0.03 0.03 0.50 0.02 0.02 0.16 7.78 7.71 3.70 3.76
Average 9 0.03 0.03 0.58 0.03 0.03 0.18 7.72 7.72 3.76 3.72
Maximum 26 0.04 0.05 1.39 0.05 0.06 0.21 7.79 7.78 4.03 3.85
Minimum 6 0.02 0.02 0.15 0.02 0.02 0.16 7.64 7.66 3.62 3.60
Data are from on-line analyzers except for pH.  pH data are from grab samples analyzed a minumum of every 4 hours.
1=Raw water, 15= Dalecarlia Filtered, 18= Dalecarlia Finished, G=McMillan Filtered, J=McMillan Finished
Units: Turbidity (NTU), Cl2 - Chlorine Residual (mg/L)
Average turbidity is calculated from the hourly turbidity readings for each day.
Maximum turbidity is the maximum of the hourly turbidimeter readings for each day.

Washington Aqueduct Daily Turbidity, pH and Chlorine Data
01 August, 2019 31 August, 2019To:



Optimal Corrosion Control Treatment

Point-of-Entry pH Requirements

Month Days Out of Range Days Out of Range
Jan-19
Feb-19
Mar-19
Apr-19
May-19
Jun-19
Compliance Period Totals

Month Days Out of Range Days Out of Range
Jul-19
Aug-19
Sep-19
Oct-19
Nov-19
Dec-19
Compliance Period Totals

Point-of-Entry Orthophosphate Requirements

Month
Jan-19
Feb-19
Mar-19
Apr-19
May-19
Jun-19
Compliance Period Totals

Month
Jul-19
Aug-19
Sep-19
Oct-19
Nov-19
Dec-19
Compliance Period Totals

Treatment Techniques for Acrylamide and Epichlorohydrin

Washington Aqueduct certifies that when acrylamide and/or epichlorohydrin are used in drinking water treatment,
 the combination (or product) of dose and monomer level does not exceed the levels specified in 40 CFR 141.111.

0.5 - 5.0 mg/L
0.5 - 5.0 mg/L

0.5 - 5.0 mg/L
0.5 - 5.0 mg/L

0.5 - 5.0 mg/L 0 0 0
0.5 - 5.0 mg/L 0 0 0

Required Dalecarlia McMillan Total # of Days
orthophosphate Days Out of Range Days Out of Range with Excursions

0.5 - 5.0 mg/L 0 0 0
0 0 0

0.5 - 5.0 mg/L 0 0 0
0.5 - 5.0 mg/L 0 0 0

0.5 - 5.0 mg/L 0 0 0
0.5 - 5.0 mg/L 0 0 0

orthophosphate Days Out of Range Days Out of Range with Excursions
0.5 - 5.0 mg/L 0 0 0

Required Dalecarlia McMillan Total # of Days

7.7 + 0.3
7.7 + 0.3

7.7 + 0.3
7.7 + 0.3

7.7 + 0.3 0 0 0
7.7 + 0.3 0 0 0

Required Dalecarlia McMillan Total # of Days
pH with Excursions

7.7 + 0.3 0 0 0
0 0 0

7.7 + 0.3 0 0 0
7.7 + 0.3 0 0 0

7.7 + 0.3 0 0 0
7.7 + 0.3 0 0 0

pH with Excursions
7.7 + 0.3 0 0 0

Required Dalecarlia McMillan Total # of Days



Dalecarlia 95th Percentile Combined Filter Effluent Turbidity =  0.05 NTU

Dalecarlia Maximum Individual Filter Effluent Turbidity

Filter Jan‐19 Feb‐19 Mar‐19 Apr‐19 May‐19 Jun‐19 Jul‐19 Aug‐19

1 0.10 0.08 0.08 0.07 0.04 0.06 0.07 0.08

2 0.10 0.09 0.08 0.09 0.09 0.07 0.09 0.07

3 0.10 0.07 0.06 0.03 O/S O/S O/S O/S

4 0.10 0.08 0.08 0.08 0.06 0.08 0.08 0.07

5 0.09 0.09 0.05 0.07 0.03 0.06 0.08 0.06

6 0.11 0.08 0.05 0.06 0.06 0.06 0.06 0.09

7 0.06 0.08 0.03 0.04 0.04 0.04 0.04 0.05

8 0.09 0.11 0.05 0.09 0.06 0.07 0.07 0.09

9 0.06 0.07 0.07 0.07 0.05 0.08 0.08 0.07

10 0.08 0.06 0.08 0.07 0.05 0.07 0.07 0.08

11 0.09 0.08 0.05 0.10 0.06 0.05 0.06 0.07

12 0.09 0.09 0.08 0.07 0.07 0.06 0.08 0.07

13 0.08 0.09 0.07 0.08 0.07 0.07 0.08 0.07

14 0.10 0.08 0.05 0.07 0.06 0.08 0.06 0.06

15 0.07 0.10 0.08 0.07 0.08 0.05 0.05 0.06

16 0.07 0.11 0.06 0.07 0.06 0.05 0.05 0.07

17 0.09 0.08 0.06 0.08 0.05 0.06 0.07 0.07

18 0.09 0.07 0.05 0.09 0.07 0.07 0.06 0.07

19 0.09 0.07 0.07 0.06 0.05 0.05 0.06 0.07

20 0.09 0.08 0.06 0.09 0.07 0.08 0.06 0.07

21 0.08 0.09 0.06 0.07 0.07 0.06 0.07 0.06

22 0.09 0.10 0.03 0.05 0.05 0.03 0.05 0.05

23 0.06 0.09 0.05 0.07 0.04 0.05 0.05 0.06

24 0.08 0.07 0.06 0.09 0.07 0.07 0.07 0.05

25 0.08 0.11 0.04 0.06 0.07 0.07 0.08 0.08

26 0.05 0.09 0.05 0.05 0.06 0.06 0.04 0.05

27 O/S 0.05 0.06 0.09 0.07 0.08 0.07 O/S

28 O/S O/S O/S 0.03 0.07 0.06 0.07 0.07

29 O/S 0.07 0.20 0.11 0.06 0.05 0.06 0.06

30 O/S O/S O/S O/S 0.04 0.06 0.06 0.06

31 O/S O/S 0.09 0.08 0.08 0.06 0.06 0.07

32 O/S O/S O/S 0.04 0.06 0.05 0.05 0.07

33 O/S 0.06 0.07 0.09 0.06 0.09 0.07 0.06

34 O/S O/S O/S O/S 0.05 0.05 0.04 0.05

35 O/S 0.06 0.09 0.10 0.06 0.09 0.05 0.05

36 O/S O/S O/S O/S 0.04 0.05 0.05 0.05

O/S indicates filter out of service

Note:  This information is used for operational process control and is not for compliance determinations.



System/Treatment Plant: Washington Aqueduct - Dalecarlia
Type of Filtration: Conventional Treatment
Turbidity Limit: 0.3 NTU
PWSID: DC0000001

Combined Filter Effluent (CFE) Turbidity Performance Criteria:
A.Combined filter effluent monitoring has been conducted in accordance with the IESWTR except as noted:

No Exceptions

B. Minimum number of CFE turbidity measurements required for compliance (6 per day x no. days in operation): 186
Number of Hours in Month 744
Number of Hours in Month that WTP is Off Line 0
Total number of CFE turbidity measurements used for compliance: 744
Total number of CFE turbidity measurements that are less than or equal to 0.3 NTU: 744
Percentage of turbidity measurements meeting the specified limits: 100

C. Record the date and turbidity value for any CFE turbidity measurement exceeding 1 NTU:
Date Turbidity, NTU

Individual Filter Effluent (IFE) Turbidity Performance Criteria
A. Individual filter effluent monitoring has been conducted in accordance with the IESWTR except as noted:

No Exceptions

B. Report the date, filter number, and turbidity value for any measurement exceeding 0.5 NTU for two
consecutive 15 minute measurements after the first four hours after backwash:

Filter No. Date Time Turbidity, NTU

C. Report the date, filter number, and turbidity value for any measurement exceeding 1.0 NTU for two
consecutive 15 minute measurements:

Filter No. Date Time Turbidity, NTU

D. Report the date of any failure to collect grab samples if continuous turbidity monitoring equipment is out of service more
than 4 hours

E. Report the date of any failure to resume continuous turbidity monitoring more than 5 days after equipment failure

Additional Voluntary Information
Date Time Duration

Monthly Report to Primacy Agency for Compliance Determination - Filtered Systems

01 August 2019 To: 31 August 2019



System/Treatment Plant: Washington Aqueduct - Dalecarlia
Type of Filtration: Conventional Treatment
PWSID: DC0000001

Disinfection Performance Criteria
A. Point-of-Entry Minimum Disinfectant Residual Criteria

Date Residual (mg/L) Date Residual (mg/L) Date Residual (mg/L)
8/1/19 3.74 8/12/19 3.30 8/23/19 3.56
8/2/19 3.56 8/13/19 3.62 8/24/19 3.50
8/3/19 3.83 8/14/19 3.56 8/25/19 3.46
8/4/19 3.63 8/15/19 3.70 8/26/19 3.48
8/5/19 3.63 8/16/19 3.63 8/27/19 3.49
8/6/19 3.59 8/17/19 3.48 8/28/19 2.96
8/7/19 3.76 8/18/19 3.54 8/29/19 3.45
8/8/19 3.65 8/19/19 3.72 8/30/19 3.68
8/9/19 3.75 8/20/19 3.55 8/31/19 3.59

8/10/19 3.37 8/21/19 3.62
8/11/19 3.48 8/22/19 3.66

Days the Residual was < 0.2 mg/L: None
Date Duration of Low Residual Date Reported to Primacy Agency

01 August 2019 To: 31 August 2019
Monthly Report to Primacy Agency for Compliance Determination - Filtered Systems



System/Treatment Plant: Washington Aqueduct - McMillan
Type of Filtration: Conventional Treatment
Turbidity Limit: 0.3 NTU
PWSID: DC0000001

Combined Filter Effluent (CFE) Turbidity Performance Criteria:
A.Combined filter effluent monitoring has been conducted in accordance with the IESWTR except as noted:

No Exceptions

B. Minimum number of CFE turbidity measurements required for compliance (6 per day x no. days in operation): 186
Number of Hours in Month 744
Number of Hours in Month that WTP is Off Line 6
Total number of CFE turbidity measurements used for compliance: 738
Total number of CFE turbidity measurements that are less than or equal to 0.3 NTU: 738
Percentage of turbidity measurements meeting the specified limits: 100

C. Record the date and turbidity value for any CFE turbidity measurement exceeding 1 NTU:
Date Turbidity, NTU

Individual Filter Effluent (IFE) Turbidity Performance Criteria
A. Individual filter effluent monitoring has been conducted in accordance with the IESWTR except as noted:

No Exceptions

B. Report the date, filter number, and turbidity value for any measurement exceeding 0.5 NTU for two
consecutive 15 minute measurements after the first four hours after backwash:

C. Report the date, filter number, and turbidity value for any measurement exceeding 1.0 NTU for two
consecutive 15 minute measurements:

D. Report the date of any failure to collect grab samples if continuous turbidity monitoring equipment is out of service more
than 4 hours

E. Report the date of any failure to resume continuous turbidity monitoring more than 5 days after equipment failure

Additional Voluntary Information
Date Time Duration

Plant out of service 8/6/19 7:28 AM approximately 3 hours
Plant out of service 8/14/19 7:58 AM approximately 2 hours
Plant out of service 8/16/19 11:58 AM

Monthly Report to Primacy Agency for Compliance Determination - Filtered Systems
01 August 2019 To: 31 August 2019

approximately 1 hour



System/Treatment Plant: Washington Aqueduct - McMillan

Type of Filtration: Conventional Treatment
PWSID: DC0000001

Disinfection Performance Criteria
A. Point-of-Entry Minimum Disinfectant Residual Criteria

Date Date Date
8/1/19 3.63 8/12/19 3.63 8/23/19 3.64
8/2/19 3.57 8/13/19 3.58 8/24/19 3.65
8/3/19 3.60 8/14/19 3.50 8/25/19 3.49
8/4/19 3.71 8/15/19 3.70 8/26/19 3.54
8/5/19 3.59 8/16/19 3.65 8/27/19 3.61
8/6/19 3.49 8/17/19 3.69 8/28/19 3.62
8/7/19 3.76 8/18/19 3.79 8/29/19 3.57
8/8/19 3.53 8/19/19 3.67 8/30/19 3.52
8/9/19 3.65 8/20/19 3.61 8/31/19 3.59

8/10/19 3.72 8/21/19 3.67
8/11/19 3.49 8/22/19 3.63

Days the Residual was < 0.2 mg/L: None
Date Duration of Low Residual Date Reported to Primacy Agency

01 August 2019 To: 31 August 2019

Residual (mg/L) Residual (mg/L) Residual (mg/L)

Monthly Report to Primacy Agency for Compliance Determination - Filtered Systems



Plant Name
PWS #
Max. settled water turbidity goal
Filtered water turbidity optimization goal
Filtered water turbidity regulation
Instruction to users:  Input plant name and turbidity goals above.  Input start date
and turbidity data below.  The database will hold 366 days of data.  The turbidity data
entry cells will turn yellow if the value exceeds the process goal.  Following data
input, develop the reports by clicking the UPDATE button.

Data Entry Area
Raw Sed 1 Sed 2 Sed 3 Sed 4 Filter 1 Filter 2 Filter 3 Filter 4 Filter 5 Filter 6 Filter 7 Filter 8 Filter 9 Filter 10 Filter 11 Filter 12 Combined

1/1/2019 28 0.37 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.02 0.02 0.02 0.02 0.01 0.02
1/2/2019 38 0.32 0.02 0.02 0.02 0.01 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01
1/3/2019 34 0.30 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.02 0.01 0.02 0.01 0.01 0.01
1/4/2019 14 0.33 0.02 0.02 0.01 0.02 0.01 0.02 0.02 0.02 0.02 0.02 0.02 0.01 0.01
1/5/2019 14 0.35 0.02 0.01 0.03 0.02 0.02 0.02 0.01 0.01 0.02 0.01 0.01 0.01 0.01
1/6/2019 9 0.33 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.02 0.01 0.01 0.01 0.02 0.02
1/7/2019 9 0.31 0.02 0.02 0.01 0.02 0.02 0.02 0.01 0.02 0.02 0.02 0.02 0.01 0.02
1/8/2019 7 0.26 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.01 0.02 0.01 0.01 0.01 0.02
1/9/2019 20 0.37 0.02 0.02 0.03 0.01 0.02 0.01 0.01 0.02 0.01 0.01 0.01 0.01 0.02

1/10/2019 25 0.70 0.02 0.02 0.03 0.03 0.02 0.03 0.01 0.03 0.05 0.02 0.03 0.01 0.02
1/11/2019 17 0.64 0.04 0.03 0.03 0.03 0.03 0.03 0.03 0.02 0.01 0.02 0.01 0.03 0.02
1/12/2019 6 0.52 0.03 0.03 0.02 0.01 0.01 0.01 0.01 0.02 0.02 0.02 0.02 0.01 0.02
1/13/2019 4 0.27 0.02 0.02 0.02 0.01 0.02 0.01 0.02 0.01 0.01 0.01 0.01 0.01 0.01
1/14/2019 5 0.24 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.01
1/15/2019 6 0.24 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01
1/16/2019 6 0.28 0.02 0.02 0.01 0.01 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.01
1/17/2019 4 0.21 0.02 0.02 0.02 0.01 0.01 0.01 0.01 0.02 0.02 0.01 0.02 0.01 0.01
1/18/2019 4 0.22 0.02 0.02 0.02 0.01 0.02 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.01
1/19/2019 3 0.20 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.02 0.01 0.01 0.01 0.01 0.01
1/20/2019 65 0.70 0.02 0.02 0.02 0.01 0.03 0.02 0.01 0.02 0.02 0.01 0.02 0.01 0.02
1/21/2019 165 1.07 0.04 0.03 0.04 0.04 0.04 0.05 0.02 0.05 0.05 0.05 0.05 0.05 0.03
1/22/2019 92 0.94 0.05 0.04 0.04 0.03 0.03 0.05 0.03 0.06 0.02 0.02 0.02 0.02 0.03
1/23/2019 41 0.35 0.02 0.02 0.01 0.01 0.02 0.01 0.01 0.01 0.02 0.01 0.02 0.01 0.01
1/24/2019 46 0.39 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.02 0.01 0.01 0.01 0.01 0.01
1/25/2019 162 0.42 0.02 0.02 0.02 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.02 0.01 0.01
1/26/2019 128 0.37 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.02 0.01 0.01 0.01 0.01 0.01
1/27/2019 55 0.31 0.02 0.02 0.02 0.01 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.01
1/28/2019 33 0.33 0.02 0.02 0.02 0.01 0.01 0.02 0.01 0.01 0.02 0.01 0.01 0.01 0.01
1/29/2019 19 0.36 0.02 0.02 0.02 0.01 0.02 0.02 0.01 0.02 0.02 0.01 0.01 0.01 0.01
1/30/2019 12 1.01 0.03 0.02 0.03 0.04 0.04 0.03 0.02 0.04 0.03 0.01 0.02 0.01 0.02
1/31/2019 19 0.77 0.02 0.03 0.03 0.02 0.03 0.03 0.03 0.03 0.02 0.02 0.03 0.03 0.02
2/1/2019 9 0.44 0.03 0.03 0.04 0.03 0.03 0.01 0.02 0.04 0.04 0.01 0.03 0.03 0.02
2/2/2019 5 0.33 0.02 0.03 0.02 0.02 0.02 0.03 0.05 0.02 0.02 0.02 0.05 0.02 0.02
2/3/2019 5 0.34 0.03 0.03 0.05 0.02 0.03 0.02 0.03 0.03 0.02 0.01 0.04 0.02 0.02
2/4/2019 5 0.40 0.02 0.02 0.03 0.03 0.02 0.02 0.03 0.03 0.02 0.02 0.03 0.02 0.02
2/5/2019 9 0.35 0.03 0.03 0.06 0.02 0.03 0.02 0.04 0.05 0.02 0.01 0.04 0.01 0.02
2/6/2019 7 0.34 0.02 0.02 0.02 0.03 0.01 0.02 0.03 0.03 0.04 0.02 0.05 0.02 0.02
2/7/2019 8 0.33 0.04 0.02 0.05 0.05 0.03 0.01 0.02 0.06 0.03 0.01 0.05 0.04 0.02
2/8/2019 8 0.78 0.02 0.03 0.02 0.02 0.01 0.03 0.03 0.02 0.02 0.03 0.03 0.01 0.02
2/9/2019 8 0.57 0.03 0.03 0.06 0.05 0.04 0.01 0.02 0.06 0.07 0.03 0.04 0.03 0.03
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2/10/2019 14 0.39 0.04 0.05 0.02 0.01 0.04 0.02 0.02 0.01 0.01 0.01 0.05 0.03 0.02
2/11/2019 26 0.28 0.02 0.02 0.02 0.02 0.01 0.02 0.01 0.02 0.02 0.01 0.02 0.01 0.01
2/12/2019 24 0.27 0.02 0.02 0.04 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.03 0.02 0.01
2/13/2019 65 0.24 0.02 0.02 0.02 0.01 0.01 0.01 0.01 0.02 0.02 0.02 0.02 0.01 0.01
2/14/2019 65 0.28 0.02 0.02 0.02 0.02 0.01 0.01 0.01 0.03 0.01 0.01 0.02 0.01 0.01
2/15/2019 38 0.22 0.02 0.02 0.02 0.02 0.02 0.01 0.03 0.01 0.01 0.01 0.02 0.02 0.01
2/16/2019 30 0.27 0.02 0.02 0.02 0.02 0.01 0.02 0.02 0.05 0.02 0.02 0.02 0.01 0.01
2/17/2019 24 0.36 0.02 0.02 0.02 0.02 0.03 0.01 0.01 0.02 0.01 0.01 0.02 0.02 0.01
2/18/2019 22 0.70 0.02 0.03 0.02 0.01 0.02 0.01 0.03 0.02 0.02 0.01 0.02 0.01 0.01
2/19/2019 14 0.45 0.02 0.02 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.01 0.03 0.01 0.01
2/20/2019 8 0.32 0.02 0.02 0.02 0.01 0.02 0.02 0.02 0.02 0.01 0.01 0.02 0.02 0.02
2/21/2019 8 0.26 0.02 0.02 0.02 0.02 0.01 0.01 0.01 0.05 0.02 0.01 0.02 0.01 0.01
2/22/2019 10 0.27 0.02 0.02 0.02 0.02 0.02 0.01 0.01 0.02 0.01 0.01 0.03 0.02 0.01
2/23/2019 12 0.28 0.02 0.02 0.02 0.01 0.02 0.01 0.02 0.02 0.01 0.01 0.02 0.01 0.01
2/24/2019 21 0.34 0.02 0.02 0.03 0.02 0.01 0.01 0.01 0.02 0.01 0.01 0.02 0.01 0.01
2/25/2019 59 0.91 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.02 0.03 0.02 0.02
2/26/2019 70 0.55 0.03 0.02 0.04 0.03 0.02 0.01 0.01 0.04 0.02 0.02 0.04 0.01 0.02
2/27/2019 66 0.27 0.03 0.03 0.02 0.01 0.03 0.01 0.01 0.02 0.01 0.01 0.03 0.01 0.01
2/28/2019 40 0.25 0.02 0.02 0.02 0.01 0.01 0.01 0.02 0.02 0.02 0.01 0.02 0.01 0.01
3/1/2019 27 0.28 0.02 0.02 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.01 0.03 0.01 0.02
3/2/2019 15 0.27 0.02 0.02 0.02 0.01 0.02 0.01 0.03 0.01 0.01 0.01 0.02 0.02 0.01
3/3/2019 12 0.28 0.02 0.02 0.02 0.03 0.01 0.02 0.02 0.02 0.02 0.02 0.02 0.01 0.01
3/4/2019 22 0.34 0.02 0.02 0.05 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.02 0.02 0.01
3/5/2019 22 0.40 0.02 0.02 0.02 0.01 0.02 0.01 0.02 0.03 0.03 0.02 0.03 0.01 0.01
3/6/2019 10 0.54 0.02 0.02 0.03 0.02 0.01 0.01 0.01 0.02 0.02 0.01 0.03 0.01 0.01
3/7/2019 9 0.33 0.02 0.03 0.02 0.01 0.02 0.01 0.03 0.02 0.01 0.01 0.02 0.02 0.02
3/8/2019 6 0.42 0.02 0.02 0.03 0.02 0.01 0.01 0.01 0.03 0.01 0.01 0.03 0.01 0.02
3/9/2019 7 0.24 0.02 0.02 0.03 0.02 0.01 0.01 0.01 0.02 0.00 0.01 0.03 0.01 0.01

3/10/2019 9 0.28 0.02 0.03 0.02 0.01 0.02 0.01 0.02 0.02 0.00 0.01 0.02 0.01 0.01
3/11/2019 60 0.28 0.02 0.02 0.03 0.02 0.01 0.01 0.01 0.02 0.00 0.01 0.04 0.01 0.01
3/12/2019 52 0.33 0.02 0.02 0.02 0.02 0.02 0.01 0.02 0.02 0.00 0.01 0.02 0.02 0.02
3/13/2019 38 0.24 0.02 0.03 0.02 0.02 0.01 0.02 0.02 0.02 0.00 0.02 0.03 0.01 0.01
3/14/2019 20 0.33 0.02 0.02 0.03 0.02 0.01 0.01 0.02 0.02 0.03 0.01 0.03 0.01 0.01
3/15/2019 13 0.35 0.02 0.02 0.03 0.04 0.01 0.01 0.01 0.01 0.01 0.01 0.00 0.02 0.01
3/16/2019 16 0.40 0.02 0.02 0.01 0.04 0.02 0.01 0.02 0.02 0.01 0.01 0.00 0.01 0.01
3/17/2019 16 0.37 0.02 0.02 0.03 0.02 0.01 0.01 0.02 0.02 0.02 0.01 0.00 0.01 0.01
3/18/2019 9 0.27 0.02 0.02 0.02 0.02 0.02 0.01 0.02 0.01 0.01 0.01 0.02 0.01 0.01
3/19/2019 9 0.27 0.01 0.02 0.02 0.01 0.02 0.01 0.00 0.02 0.01 0.01 0.02 0.01 0.02
3/20/2019 3 0.25 0.03 0.02 0.02 0.03 0.01 0.01 0.02 0.03 0.02 0.01 0.02 0.01 0.01
3/21/2019 9 0.24 0.02 0.02 0.02 0.02 0.02 0.01 0.01 0.02 0.01 0.01 0.02 0.02 0.01
3/22/2019 320 0.37 0.01 0.02 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.01 0.02 0.01 0.01
3/23/2019 320 0.34 0.02 0.02 0.02 0.02 0.01 0.01 0.02 0.02 0.01 0.01 0.02 0.01 0.01
3/24/2019 207 0.38 0.02 0.02 0.02 0.02 0.02 0.01 0.01 0.02 0.01 0.01 0.03 0.02 0.02
3/25/2019 26 0.32 0.02 0.02 0.02 0.01 0.01 0.01 0.01 0.02 0.01 0.01 0.02 0.01 0.01
3/26/2019 22 0.28 0.02 0.02 0.02 0.02 0.01 0.01 0.03 0.02 0.01 0.01 0.02 0.01 0.01
3/27/2019 16 0.33 0.02 0.03 0.02 0.02 0.02 0.03 0.02 0.02 0.01 0.01 0.03 0.02 0.02
3/28/2019 13 0.32 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.01 0.04 0.02 0.01 0.02 0.02
3/29/2019 10 0.34 0.02 0.02 0.01 0.02 0.01 0.02 0.02 0.01 0.02 0.01 0.01 0.01 0.01
3/30/2019 6 0.40 0.02 0.02 0.01 0.02 0.02 0.02 0.01 0.01 0.01 0.01 0.02 0.02 0.02
3/31/2019 6 0.31 0.02 0.02 0.01 0.02 0.01 0.02 0.01 0.01 0.02 0.02 0.01 0.01 0.02
4/1/2019 9 0.30 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
4/2/2019 10 0.40 0.02 0.02 0.01 0.01 0.02 0.02 0.01 0.01 0.02 0.01 0.02 0.02 0.02
4/3/2019 4 0.31 0.03 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
4/4/2019 5 0.33 0.02 0.02 0.01 0.01 0.01 0.02 0.01 0.01 0.02 0.02 0.01 0.01 0.02



4/5/2019 4 0.34 0.02 0.02 0.01 0.02 0.02 0.02 0.01 0.01 0.02 0.02 0.02 0.02 0.02
4/6/2019 4 0.32 0.02 0.02 0.01 0.02 0.02 0.02 0.01 0.02 0.02 0.02 0.02 0.02 0.02
4/7/2019 4 0.32 0.02 0.02 0.02 0.01 0.01 0.02 0.02 0.01 0.02 0.02 0.01 0.01 0.02
4/8/2019 4 0.38 0.02 0.02 0.01 0.02 0.02 0.02 0.01 0.01 0.02 0.02 0.02 0.02 0.02
4/9/2019 4 0.41 0.02 0.02 0.01 0.01 0.02 0.02 0.01 0.02 0.03 0.02 0.02 0.02 0.02

4/10/2019 5 0.48 0.02 0.02 0.02 0.01 0.01 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
4/11/2019 3 0.39 0.03 0.02 0.02 0.02 0.03 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.02
4/12/2019 3 0.41 0.03 0.03 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.02 0.03 0.03 0.03
4/13/2019 4 0.41 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
4/14/2019 7 0.36 0.03 0.02 0.02 0.03 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
4/15/2019 26 0.82 0.03 0.03 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.03 0.02 0.02 0.03
4/16/2019 173 0.45 0.03 0.03 0.02 0.04 0.02 0.02 0.02 0.03 0.03 0.03 0.02 0.02 0.03
4/17/2019 58 0.46 0.03 0.02 0.02 0.03 0.03 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.02
4/18/2019 17 0.64 0.03 0.03 0.03 0.02 0.03 0.03 0.02 0.04 0.02 0.04 0.03 0.03 0.04
4/19/2019 20 0.90 0.05 0.04 0.04 0.04 0.03 0.03 0.04 0.04 0.04 0.04 0.03 0.03 0.05
4/20/2019 17 0.97 0.04 0.04 0.03 0.03 0.03 0.03 0.03 0.04 0.03 0.03 0.03 0.04 0.04
4/21/2019 141 0.98 0.04 0.04 0.05 0.04 0.03 0.04 0.04 0.05 0.05 0.04 0.03 0.04 0.05
4/22/2019 92 0.94 0.05 0.04 0.04 0.04 0.04 0.03 0.03 0.03 0.04 0.03 0.04 0.04 0.04
4/23/2019 67 0.75 0.03 0.04 0.03 0.03 0.03 0.03 0.03 0.04 0.03 0.03 0.03 0.04 0.04
4/24/2019 43 0.74 0.03 0.03 0.03 0.03 0.02 0.03 0.03 0.03 0.04 0.03 0.02 0.03 0.03
4/25/2019 29 0.70 0.04 0.03 0.03 0.03 0.03 0.02 0.03 0.02 0.02 0.02 0.03 0.05 0.03
4/26/2019 20 0.66 0.03 0.04 0.02 0.02 0.03 0.02 0.02 0.04 0.02 0.03 0.02 0.03 0.03
4/27/2019 17 0.81 0.03 0.03 0.04 0.03 0.02 0.03 0.03 0.03 0.03 0.03 0.02 0.03 0.03
4/28/2019 24 0.68 0.04 0.04 0.04 0.04 0.03 0.03 0.02 0.02 0.03 0.03 0.03 0.04 0.03
4/29/2019 15 0.57 0.03 0.04 0.02 0.03 0.03 0.02 0.02 0.03 0.03 0.03 0.03 0.03 0.03
4/30/2019 15 0.55 0.02 0.03 0.03 0.03 0.02 0.03 0.03 0.03 0.03 0.03 0.02 0.03 0.03
5/1/2019 19 0.49 0.03 0.05 0.03 0.03 0.03 0.03 0.02 0.02 0.02 0.02 0.03 0.03 0.03
5/2/2019 30 0.51 0.02 0.03 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.02 0.02 0.02 0.02
5/3/2019 51 0.50 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
5/4/2019 19 0.76 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
5/5/2019 16 0.44 0.02 0.02 0.02 0.02 0.02 0.02 0.01 0.03 0.02 0.02 0.02 0.02 0.06
5/6/2019 156 0.42 0.03 0.02 0.05 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
5/7/2019 119 0.48 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.03 0.02
5/8/2019 92 0.56 0.02 0.02 0.03 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
5/9/2019 54 0.70 0.02 0.02 0.02 0.04 0.02 0.02 0.02 0.03 0.02 0.02 0.02 0.02 0.03

5/10/2019 27 0.93 0.06 0.03 0.03 0.03 0.02 0.03 0.02 0.03 0.02 0.02 0.04 0.04 0.03
5/11/2019 114 0.96 0.03 0.04 0.03 0.03 0.03 0.03 0.02 0.04 0.04 0.03 0.03 0.04 0.04
5/12/2019 163 0.94 0.03 0.03 0.03 0.03 0.02 0.06 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5/13/2019 78 0.92 0.03 0.07 0.02 0.02 0.04 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5/14/2019 89 0.84 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.02 0.04 0.03 0.03
5/15/2019 68 0.70 0.03 0.03 0.02 0.02 0.04 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.03
5/16/2019 37 0.69 0.02 0.03 0.02 0.03 0.03 0.02 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5/17/2019 30 0.69 0.03 0.03 0.03 0.03 0.03 0.02 0.02 0.07 0.03 0.02 0.03 0.02 0.02
5/18/2019 32 0.73 0.02 0.03 0.02 0.02 0.02 0.02 0.02 0.03 0.03 0.02 0.02 0.03 0.02
5/19/2019 16 0.68 0.03 0.02 0.03 0.03 0.02 0.02 0.02 0.03 0.02 0.02 0.03 0.02 0.02
5/20/2019 22 0.66 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.02 0.02 0.02 0.02
5/21/2019 22 0.57 0.02 0.02 0.03 0.02 0.02 0.02 0.03 0.02 0.03 0.03 0.02 0.02 0.02
5/22/2019 17 0.57 0.03 0.03 0.02 0.02 0.02 0.02 0.02 0.03 0.02 0.02 0.03 0.02 0.02
5/23/2019 29 0.55 0.02 0.03 0.02 0.04 0.02 0.02 0.02 0.03 0.03 0.02 0.04 0.02 0.02
5/24/2019 19 0.49 0.03 0.02 0.02 0.02 0.03 0.02 0.02 0.02 0.02 0.02 0.02 0.02 0.02
5/25/2019 16 0.50 0.03 0.03 0.05 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5/26/2019 16 0.51 0.04 0.03 0.03 0.03 0.03 0.02 0.03 0.03 0.03 0.03 0.03 0.03 0.03
5/27/2019 17 0.57 0.03 0.04 0.03 0.04 0.03 0.03 0.02 0.03 0.03 0.03 0.03 0.03 0.03
5/28/2019 22 0.48 0.04 0.03 0.03 0.03 0.03 0.02 0.03 0.04 0.02 0.03 0.05 0.03 0.03



5/29/2019 22 0.52 0.04 0.04 0.03 0.04 0.03 0.03 0.03 0.04 0.04 0.04 0.04 0.03 0.04
5/30/2019 13 0.49 0.04 0.04 0.04 0.04 0.04 0.03 0.03 0.04 0.04 0.04 0.05 0.04 0.03
5/31/2019 15 0.44 0.04 0.04 0.03 0.03 0.04 0.03 0.03 0.04 0.03 0.03 0.04 0.04 0.03
6/1/2019 12 0.49 0.04 0.03 0.05 0.04 0.03 0.03 0.03 0.04 0.03 0.03 0.03 0.03 0.03
6/2/2019 10 0.43 0.04 0.04 0.03 0.04 0.04 0.03 0.03 0.04 0.03 0.03 0.04 0.04 0.04
6/3/2019 18 0.46 0.04 0.04 0.04 0.04 0.04 0.03 0.04 0.04 0.04 0.03 0.03 0.03 0.03
6/4/2019 9 0.45 0.04 0.04 0.03 0.04 0.04 0.04 0.03 0.04 0.03 0.04 0.05 0.04 0.04
6/5/2019 8 0.43 0.05 0.04 0.05 0.05 0.05 0.03 0.05 0.05 0.03 0.03 0.04 0.04 0.04
6/6/2019 7 0.48 0.04 0.04 0.04 0.04 0.04 0.03 0.03 0.05 0.04 0.04 0.05 0.03 0.04
6/7/2019 5 0.46 0.05 0.03 0.04 0.05 0.05 0.03 0.04 0.04 0.04 0.03 0.04 0.05 0.04
6/8/2019 6 0.46 0.04 0.04 0.04 0.04 0.04 0.03 0.04 0.04 0.04 0.03 0.04 0.04 0.04
6/9/2019 6 0.52 0.06 0.04 0.04 0.05 0.05 0.03 0.05 0.06 0.04 0.04 0.05 0.04 0.05

6/10/2019 12 0.48 0.05 0.05 0.04 0.06 0.04 0.03 0.09 0.06 0.04 0.04 0.05 0.05 0.05
6/11/2019 6 0.54 0.06 0.06 0.05 0.05 0.05 0.04 0.05 0.05 0.04 0.04 0.06 0.05 0.05
6/12/2019 6 0.55 0.06 0.06 0.06 0.06 0.05 0.04 0.05 0.05 0.04 0.04 0.06 0.07 0.05
6/13/2019 5 0.58 0.05 0.06 0.05 0.06 0.05 0.04 0.05 0.07 0.04 0.04 0.05 0.04 0.05
6/14/2019 6 0.58 0.06 0.06 0.05 0.06 0.04 0.04 0.05 0.07 0.04 0.04 0.05 0.04 0.05
6/15/2019 7 0.64 0.06 0.06 0.04 0.06 0.05 0.04 0.04 0.07 0.06 0.05 0.05 0.06 0.06
6/16/2019 8 0.58 0.06 0.06 0.05 0.06 0.06 0.04 0.05 0.07 0.05 0.05 0.05 0.05 0.06
6/17/2019 6 0.65 0.06 0.05 0.05 0.07 0.05 0.04 0.07 0.08 0.05 0.05 0.05 0.05 0.06
6/18/2019 6 1.80 0.05 0.04 0.06 0.06 0.05 0.03 0.06 0.06 0.04 0.03 0.05 0.05 0.06
6/19/2019 6 2.21 0.04 0.03 0.03 0.04 0.04 0.03 0.08 0.05 0.03 0.03 0.05 0.03 0.04
6/20/2019 6 1.95 0.04 0.04 0.04 0.04 0.04 0.03 0.05 0.07 0.02 0.02 0.05 0.02 0.04
6/21/2019 8 1.90 0.03 0.04 0.03 0.04 0.04 0.03 0.07 0.05 0.03 0.03 0.05 0.02 0.03
6/22/2019 9 1.79 0.04 0.04 0.04 0.04 0.04 0.03 0.06 0.08 0.02 0.03 0.06 0.03 0.03
6/23/2019 5 1.64 0.04 0.05 0.04 0.04 0.07 0.03 0.08 0.07 0.02 0.02 0.05 0.02 0.06
6/24/2019 5 1.66 0.04 0.04 0.06 0.07 0.05 0.03 0.08 0.09 0.04 0.04 0.05 0.03 0.05
6/25/2019 5 1.65 0.06 0.05 0.06 0.06 0.06 0.03 0.07 0.09 0.03 0.03 0.05 0.03 0.05
6/26/2019 5 1.47 0.05 0.05 0.05 0.05 0.05 0.04 0.07 0.07 0.03 0.04 0.06 0.03 0.05
6/27/2019 4 1.46 0.04 0.04 0.05 0.05 0.06 0.04 0.05 0.06 0.02 0.03 0.05 0.03 0.04
6/28/2019 5 1.50 0.03 0.04 0.03 0.04 0.03 0.03 0.06 0.05 0.03 0.02 0.04 0.03 0.03
6/29/2019 11 1.54 0.03 0.04 0.06 0.05 0.03 0.03 0.05 0.05 0.02 0.02 0.04 0.02 0.03
6/30/2019 10 1.36 0.03 0.02 0.03 0.03 0.04 0.02 0.05 0.04 0.01 0.02 0.05 0.02 0.03
7/1/2019 7 1.13 0.03 0.03 0.03 0.05 0.03 0.03 0.05 0.04 0.02 0.02 0.04 0.02 0.03
7/2/2019 6 1.25 0.04 0.03 0.04 0.04 0.04 0.03 0.04 0.07 0.05 0.02 0.04 0.02 0.04
7/3/2019 10 1.13 0.03 0.03 0.03 0.03 0.04 0.03 0.05 0.04 0.02 0.02 0.05 0.02 0.03
7/4/2019 11 1.44 0.03 0.03 0.04 0.04 0.03 0.03 0.04 0.06 0.02 0.03 0.04 0.02 0.03
7/5/2019 26 1.20 0.03 0.03 0.04 0.03 0.03 0.03 0.05 0.04 0.02 0.02 0.04 0.02 0.03
7/6/2019 11 1.43 0.02 0.03 0.03 0.04 0.03 0.03 0.05 0.04 0.03 0.02 0.03 0.02 0.03
7/7/2019 7 1.43 0.04 0.03 0.03 0.04 0.07 0.02 0.06 0.04 0.02 0.02 0.05 0.02 0.03
7/8/2019 533 1.63 0.03 0.03 0.03 0.03 0.03 0.03 0.04 0.04 0.03 0.02 0.04 0.02 0.03
7/9/2019 503 1.48 0.03 0.03 0.06 0.04 0.05 0.03 0.05 0.06 0.02 0.02 0.06 0.03 0.03

7/10/2019 150 1.82 0.04 0.05 0.04 0.03 0.03 0.03 0.06 0.05 0.04 0.03 0.06 0.03 0.03
7/11/2019 67 2.14 0.03 0.03 0.04 0.04 0.05 0.03 0.04 0.05 0.03 0.02 0.04 0.02 0.03
7/12/2019 39 1.90 0.03 0.03 0.03 0.03 0.05 0.02 0.04 0.04 0.02 0.02 0.05 0.02 0.03
7/13/2019 21 1.91 0.02 0.03 0.05 0.04 0.04 0.03 0.04 0.05 0.05 0.03 0.03 0.02 0.03
7/14/2019 15 1.80 0.05 0.03 0.03 0.03 0.04 0.02 0.08 0.04 0.02 0.02 0.06 0.02 0.04
7/15/2019 15 1.86 0.03 0.03 0.04 0.04 0.05 0.02 0.05 0.05 0.02 0.03 0.05 0.03 0.04
7/16/2019 15 1.92 0.05 0.04 0.04 0.04 0.06 0.03 0.07 0.05 0.02 0.03 0.07 0.02 0.04
7/17/2019 10 2.03 0.05 0.05 0.04 0.05 0.04 0.03 0.06 0.06 0.03 0.03 0.06 0.03 0.04
7/18/2019 11 2.01 0.04 0.04 0.04 0.05 0.04 0.03 0.07 0.05 0.03 0.03 0.05 0.03 0.04
7/19/2019 6 1.82 0.08 0.05 0.05 0.05 0.05 0.03 0.07 0.06 0.04 0.04 0.08 0.03 0.05
7/20/2019 13 1.76 0.04 0.05 0.08 0.07 0.06 0.03 0.07 0.07 0.03 0.04 0.05 0.03 0.05
7/21/2019 5 1.47 0.03 0.03 0.04 0.04 0.04 0.03 0.06 0.05 0.02 0.03 0.05 0.02 0.04



7/22/2019 6 1.58 0.03 0.04 0.04 0.04 0.05 0.02 0.05 0.10 0.03 0.03 0.05 0.02 0.03
7/23/2019 11 1.40 0.03 0.03 0.04 0.04 0.04 0.03 0.06 0.06 0.02 0.02 0.05 0.02 0.04
7/24/2019 17 1.35 0.03 0.04 0.03 0.03 0.04 0.02 0.05 0.04 0.02 0.03 0.05 0.02 0.03
7/25/2019 16 1.20 0.03 0.03 0.03 0.03 0.03 0.02 0.04 0.04 0.02 0.02 0.04 0.02 0.05
7/26/2019 17 1.45 0.03 0.03 0.03 0.03 0.04 0.02 0.04 0.04 0.02 0.08 0.04 0.02 0.03
7/27/2019 13 1.52 0.03 0.05 0.04 0.04 0.04 0.03 0.09 0.06 0.03 0.03 0.06 0.03 0.04
7/28/2019 5 1.63 0.03 0.04 0.04 0.04 0.04 0.03 0.07 0.05 0.03 0.03 0.06 0.02 0.04
7/29/2019 6 1.63 0.02 0.03 0.04 0.04 0.04 0.02 0.04 0.05 0.02 0.03 0.04 0.02 0.03
7/30/2019 9 1.86 0.03 0.05 0.04 0.04 0.04 0.03 0.05 0.05 0.03 0.03 0.06 0.03 0.04
7/31/2019 4 1.59 0.03 0.05 0.03 0.04 0.04 0.03 0.05 0.06 0.02 0.03 0.05 0.03 0.06
8/1/2019 7 1.60 0.03 0.03 0.03 0.04 0.05 0.03 0.05 0.04 0.02 0.03 0.05 0.02 0.03
8/2/2019 5 1.64 0.02 0.03 0.03 0.05 0.04 0.03 0.05 0.05 0.02 0.03 0.05 0.02 0.03
8/3/2019 5 1.52 0.04 0.04 0.05 0.05 0.04 0.02 0.06 0.05 0.03 0.03 0.06 0.02 0.04
8/4/2019 5 1.49 0.02 0.04 0.03 0.04 0.05 0.03 0.05 0.05 0.02 0.04 0.05 0.02 0.04
8/5/2019 12 1.33 0.03 0.03 0.03 0.04 0.04 0.02 0.07 0.05 0.03 0.03 0.05 0.02 0.03
8/6/2019 8 1.46 0.04 0.07 0.05 0.06 0.08 0.04 0.07 0.05 0.03 0.05 0.07 0.04 0.06
8/7/2019 121 1.38 0.04 0.07 0.06 0.09 0.08 0.04 0.08 0.08 0.04 0.05 0.07 0.06 0.06
8/8/2019 50 1.54 0.06 0.06 0.06 0.07 0.07 0.03 0.09 0.08 0.05 0.04 0.08 0.04 0.06
8/9/2019 33 1.70 0.03 0.06 0.04 0.06 0.05 0.04 0.08 0.08 0.04 0.04 0.08 0.04 0.06

8/10/2019 8 1.68 0.03 0.05 0.05 0.05 0.04 0.03 0.07 0.08 0.03 0.04 0.06 0.03 0.05
8/11/2019 7 1.70 0.03 0.04 0.03 0.04 0.04 0.03 0.07 0.06 0.02 0.03 0.05 0.02 0.04
8/12/2019 5 1.97 0.03 0.04 0.05 0.06 0.04 0.02 0.05 0.07 0.05 0.03 0.06 0.02 0.03
8/13/2019 6 2.15 0.03 0.04 0.03 0.03 0.05 0.03 0.04 0.05 0.02 0.02 0.05 0.02 0.03
8/14/2019 7 1.70 0.03 0.04 0.04 0.05 0.03 0.02 0.06 0.05 0.02 0.04 0.04 0.02 0.03
8/15/2019 4 1.65 0.03 0.04 0.07 0.05 0.06 0.02 0.06 0.06 0.04 0.03 0.06 0.02 0.03
8/16/2019 5 1.56 0.02 0.08 0.03 0.04 0.04 0.03 0.07 0.05 0.02 0.03 0.05 0.06 0.04
8/17/2019 5 1.54 0.02 0.04 0.04 0.04 0.05 0.02 0.07 0.07 0.03 0.03 0.05 0.02 0.03
8/18/2019 5 1.65 0.04 0.04 0.03 0.04 0.05 0.03 0.06 0.06 0.03 0.03 0.05 0.02 0.04
8/19/2019 5 1.74 0.02 0.03 0.03 0.04 0.04 0.02 0.06 0.05 0.04 0.03 0.04 0.02 0.03
8/20/2019 4 1.62 0.03 0.04 0.03 0.03 0.04 0.03 0.05 0.05 0.02 0.02 0.04 0.02 0.03
8/21/2019 7 1.38 0.03 0.04 0.05 0.05 0.05 0.03 0.09 0.07 0.03 0.06 0.06 0.02 0.05
8/22/2019 5 1.41 0.05 0.05 0.05 0.05 0.06 0.03 0.07 0.06 0.03 0.03 0.07 0.02 0.05
8/23/2019 7 1.60 0.03 0.04 0.03 0.04 0.04 0.02 0.06 0.06 0.02 0.03 0.05 0.02 0.03
8/24/2019 8 1.26 0.02 0.04 0.03 0.03 0.04 0.02 0.06 0.06 0.02 0.02 0.05 0.02 0.03
8/25/2019 6 1.29 0.02 0.03 0.03 0.03 0.03 0.02 0.04 0.04 0.02 0.02 0.04 0.02 0.02
8/26/2019 5 1.35 0.02 0.04 0.03 0.03 0.05 0.02 0.04 0.05 0.02 0.02 0.05 0.02 0.03
8/27/2019 5 1.56 0.02 0.03 0.02 0.03 0.03 0.02 0.04 0.04 0.02 0.02 0.03 0.02 0.03
8/28/2019 6 1.71 0.02 0.03 0.02 0.02 0.03 0.02 0.04 0.06 0.02 0.02 0.04 0.02 0.03
8/29/2019 6 1.87 0.02 0.05 0.03 0.02 0.03 0.02 0.04 0.04 0.02 0.02 0.03 0.02 0.02
8/30/2019 6 1.80 0.02 0.03 0.03 0.02 0.04 0.02 0.04 0.03 0.02 0.02 0.04 0.02 0.02
8/31/2019 7 1.81 0.02 0.05 0.02 0.03 0.03 0.02 0.04 0.04 0.02 0.02 0.04 0.02 0.02
9/1/2019
9/2/2019
9/3/2019
9/4/2019
9/5/2019
9/6/2019
9/7/2019
9/8/2019
9/9/2019

9/10/2019
9/11/2019
9/12/2019
9/13/2019



Washington Aqueduct - McMillan WTP  Treatment Barrier Performance Summary

Avg Min Max RSQ 95% Opt. Goal Reg.

NTU NTU NTU NTU % Values % Values

Raw Turbidity 31.1 3.0 533.0 n/a 127.3 n/a n/a

Max. Settled Turbidity 0.8 0.2 2.2 0.00 1.9 97.9 n/a

Max. Filtered Turbidity 0.04 0.02 0.10 0.52 0.08 100.0 n/a

Combined Filtered Turbidity 0.03 0.01 0.06 0.34 0.05 100.0 100.0

RSQ = Correlation Coefficient for two selected data sets

95% = 95th Percentile value for data set

Opt. Goal = % of values in data set that are less than or equal to the selected optimization turbidity goal

Reg.  = % of values in data set that are less than or equal to the regulated turbidity requirement

Optimization Assessment Software - Version 27

ANNUAL DATA

0.01

0.1

1

10

100

1000

Jan-19 Feb-19 Mar-19 Apr-19 May-19 Jun-19 Jul-19 Aug-19 Sep-19 Oct-19 Nov-19 Dec-19

Tu
rb

id
it

y 
(N

T
U

)

Turbidity Profile

Raw Max Sed Max Filter Combined

0.0

0.5

1.0

1.5

2.0

2.5

Jan-19 Feb-19 Mar-19 Apr-19 May-19 Jun-19 Jul-19 Aug-19 Sep-19 Oct-19 Nov-19 Dec-19

T
u

rb
id

it
y 

(N
T

U
)

Maximum Daily Settled Water Turbidity

Max Sed Goal

0.00

0.10

0.20

0.30

0.40

0.50

0.60

0.70

0.80

0.90

1.00

Jan-19 Feb-19 Mar-19 Apr-19 May-19 Jun-19 Jul-19 Aug-19 Sep-19 Oct-19 Nov-19 Dec-19

T
u

rb
id

it
y 

(N
T

U
)

Maximum Daily Filtered Water Turbidity
Max Filter Goal Combined



Washington Aqueduct - McMillan WTP  Optimization Trend Report

Sed 1 Sed 2 Sed 3 Sed 4 3 NTU 2 NTU 1 NTU Filter 1 Filter 2 Filter 3 Filter 4 Filter 5 Filter 6 Filter 7 Filter 8 Filter 9 Filter 10 Filter 11 Filter 12 Combined 0.3 0.2 0.1

Jan-19 0.98 100.00 100.00 93.5 0.04 0.03 0.03 0.04 0.03 0.04 0.03 0.05 0.04 0.02 0.03 0.03 0.03 100.00 100.00 100.0

Feb-19 0.75 100.00 100.00 100.0 0.03 0.03 0.05 0.04 0.04 0.03 0.04 0.05 0.04 0.02 0.05 0.03 0.02 100.00 100.00 100.0

Mar-19 0.41 100.00 100.00 100.0 0.02 0.03 0.03 0.04 0.02 0.02 0.03 0.03 0.03 0.02 0.03 0.02 0.02 100.00 100.00 100.0

Apr-19 0.96 100.00 100.00 100.0 0.05 0.04 0.04 0.04 0.03 0.03 0.04 0.04 0.04 0.04 0.03 0.04 0.05 100.00 100.00 100.0

May-19 0.94 100.00 100.00 100.0 0.04 0.05 0.04 0.04 0.04 0.03 0.03 0.04 0.04 0.04 0.05 0.04 0.04 100.00 100.00 100.0

Jun-19 1.93 100.00 96.67 56.7 0.06 0.06 0.06 0.07 0.06 0.04 0.08 0.08 0.05 0.05 0.06 0.06 0.06 100.00 100.00 100.0

Jul-19 2.02 100.00 90.32 0.05 0.05 0.05 0.05 0.06 0.03 0.08 0.07 0.04 0.04 0.07 0.03 0.05 100.00 100.00 100.0

Aug-19 1.92 100.00 96.77 0.04 0.07 0.06 0.06 0.07 0.04 0.08 0.08 0.04 0.05 0.07 0.05 0.06 100.00 100.00 100.0

Sep-19 #N/A #N/A #N/A #N/A #N/A #N/A

Oct-19 #N/A #N/A #N/A #N/A #N/A #N/A

Nov-19 #N/A #N/A #N/A #N/A #N/A #N/A

Dec-19 #N/A #N/A #N/A #N/A #N/A #N/A

Yr. 95% 1.86 0.05 0.05 0.05 0.06 0.05 0.04 0.07 0.07 0.04 0.04 0.06 0.04 0.05

Yr. Goal 97.9% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0%

Optimization Assessment Software - Version 27

Settled Water Turbidity Filtered Water Turbidity

95th Percentile Values (NTU) % Values Meeting Goal 95th Percentile Values (NTU) % Values Meeting Goal
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Sedimentation Performance Summary
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Filtration Performance Summary (Filters 1 - 4)
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Filtration Performance Summary (Filters 5 - 8)
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Filter 8



Filtration Performance Summary (Filters 9 - 12)
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Filter 9
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Filter 10
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Filter 11
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Filter 12



Settled Water Combined Filtered Water
95th % % Values Meeting Goal 95th % % Values Meeting Goal

Month/Yr Sed 1 3 NTU 2 NTU 1 NTU 0.3 NTU 0.2 NTU 0.1 NTU

Jan-19 100.0 100.0 93.5 0.03 100.0 100.0 100.0
Feb-19 100.0 100.0 100.0 0.02 100.0 100.0 100.0
Mar-19 100.0 100.0 100.0 0.02 100.0 100.0 100.0
Apr-19 100.0 100.0 100.0 0.05 100.0 100.0 100.0
May-19 100.0 100.0 100.0 0.04 100.0 100.0 100.0
Jun-19 100.0 96.7 56.7 0.06 100.0 100.0 100.0
Jul-19 100.0 90.3 0.05 100.0 100.0 100.0
Aug-19 100.0 96.8 0.06 100.0 100.0 100.0
Sep-19 #N/A #N/A #N/A #N/A #N/A #N/A
Oct-19 #N/A #N/A #N/A #N/A #N/A #N/A
Nov-19 #N/A #N/A #N/A #N/A #N/A #N/A
Dec-19 #N/A #N/A #N/A #N/A #N/A #N/A

The area in blue can be copied to the long-term trend spreadsheet (LT_trend.xls) to develop up to three years of performance trends.




